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105-N & 109-N SAFE STORAGE ENCLOSURE (SSE)
FINAL ROOM STATUS REPORT

1.0 PURPOSE OF FINAL ROOM STATUS REPORT

The purpose of the final room status report is to document the current as-left condition of
the accessible rooms in the 105-N and 109-N facilities at final turnover. The majority of
the rooms in the Zone I area inside the building shield walls were not included in the SSE
work scope nor in this report due to high radiation levels in these areas.

2.0 PROCESS USED FOR FINAL ROOM TURNOVERS & RESULTS

Facility History

The 105-N Reactor Facility was a 4,000-megawatt (thermal) nuclear reactor designed to
operate as a dual purpose reactor. The reactor core is a graphite-moderated, light water-
cooled, horizontal pressure-tube facility designed to produce plutonium. By-product
steam was routed to the nearby, now demolished, 185-N Hanford Generating Plant
(HGP). The HGP was an electrical generation facility owned and operated by the
Washington Public Power Supply System that produced electricity for use by the public.
Construction of the 105-N Reactor Facility began in December 1959 and the reactor
operated from 1963 through 1987.

On the south side of the 105-N facility is the 109-N Heat Exchanger Building, which
shares a common wall with 105-N. Reactor primary coolant water from 105-N was
circulated through to steam generators located in the 109-N Building. Steam from the
steam generators was either routed to the HGP to generate electricity or sent to the dump
condensers inside the 109-N Facility.

Deactivation of 105-N and 109-N was completed in 1998, which included shutdown and
isolation of all operational systems, cleanup of most radiological and hazardous wastes,
inventory of remaining hazardous materials, sealing access areas, and securing both
buildings.

Interim Safe Storage (ISS) Facility Modifications

Structural modifications included removal of the fuel storage basin, ancillary support
buildings, and most portions of the 105-N Building structure outside of the shield walls
that surrounded the reactor. In addition, the heat exchanger building was removed up to
the steam generator cells. This portion was left because of high radiation levels in the
cells and structural integrity concerns with the reactor building because of the shared
wall. The pressurizer and its surrounding building were left in place as part of the SSE
and a new roof installed where it extends above the main roof of the 109-N Building.
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The C Elevator pit, as shown on Figure 3-4 in Section 3.3, was stabilized by first filling it
with low-density grout and then placing a concrete cap over it. The drain line that
emptied into the lift station was drained and then cut and sealed with a mechanical blind
flange near the west side of the SSE facility.

A new steel roof was installed over the remaining structures using the existing concrete
shield walls as the "new" outside walls of the buildings to enclose both the reactor and
heat exchanger buildings within a weather-protected structure. All existing siding was
removed and new siding installed over structural-steel framing/supports. The roof panels
of both buildings are constructed of a preformed aluminum-zinc alloy coated steel
standing-seam roof system, 22 gauge. The siding panels are a 22 gauge preformed
aluminum-zinc alloy coated steel siding system. The 109-N roof panels are laid over
steel joists supported by a grid of steel beams and steel columns. The 105-N Building
roof panels are laid over a grid of standard steel beams and purlins supported by steel
columns. The original 105-N roof has been left in place and the remaining portion of the
109-N Building was demolished down to the 40-ft level.

A new access room was constructed on the southeast corner of the 109-N Building (See
Figure 3-1 and 3-12 in Section 3.3) to provide entrance into the steam generator cells if
required.

Penetrations into the shield walls were sealed to prevent animal and insect intrusion and
water in-leakage into the final safe storage structure. Accessible loose contamination
within the shield walls was either removed or fixed to the greatest extent possible. A
remote monitoring system (for temperature and water intrusion), permanent power, and
lighting were installed, as well as a provision for ventilation air exchange if required.

An entryway into the 105-N Reactor at ground level is located on the east side of the
105-N Building (Room 172) to allow access (See Figure 3-2 in Section 3.3). In addition,
the steel cover plate at the entrance to Corridor No. 7, located adjacent to the reactor
entrance at Room 172, could be unbolted and the security welds removed to have access
to the discharge side of the reactor, if considered necessary. Security welds have been
installed on all building shield doors to the Zone 1 areas for both 105-N and 109-N and
the access door to Stair #6 in Room 172, El.(+)5'-0" inside 105-N, and the exterior access
doors for both 105-N and 109-N facilities have been locked.

Figures 3-1 through 3-12 in Section 3.3 "105-N & 109-N Building Sketches" provide
sketches showing the remaining layout at each floor level within the 105-N and 109-N
Safe Storage Enclosure (SSE) facility.

Work on the 105-N Reactor Facility and the 109-N Heat Exchanger Building in the 1 OON
Area at the DOE Hanford Site was performed under the following three (3) subcontracts:

1. Subcontract No. 01OON-SC-G0506: Asbestos and Hazardous Waste Removal for
105-N, 109-N, 1605NE, 105NA, and 1722N
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2. Subcontract No. C00N508A00: Demolition and Safe Storage Enclosure (SSE)
Construction for 105-N and 109-N Buildings

3. Subcontract No. J027807A00: 105-N and 109-N SSE West Side Final
Construction

Final Room Turnover Verifications

After the scope of work within a room had been completed and prior to sealing the room,
a final room turnover verification of the room was performed checking for the following
items:

" Room systems in stable conditions
" Trash, debris, and combustibles removed
* Biological hazards removed and disinfected
" Final Radiological Surveys completed
" Final photo's or video completed
* Final inventory of hazardous materials left in place, if any
* Accessible Shield Doors- Radiological locks removed, and permanent security

welds on doors completed

The team that was invited to participate in the final room turnover verifications included
Washington Closure Hanford (Subcontract Technical Representative, Construction
Subcontract Engineer, ISS Engineer, Environmental Protection Lead, Radiological
Engineer), and a project representative from the U. S. Department of Energy and the
Washington State Department of Ecology.

The results from the final room turnover for each room were documented on a Final
Room Turnover Checklist which are shown in Section 3.2 and summarized in Section
3.1. The final building walk down and turnover for the 105-N/l 09-N SSE was completed
July 23, 2012 with representatives from the U.S. Department Of Energy-Richland Office,
Washington State Department of Ecology, WCH SM&U, and other members of the
WCH project team to verify the SSE facility was complete.

Results

1. Summary of the results from the final room turnover verifications are shown in
Section 3.1.

2. Results from individual room final room turnover verifications are shown in
Section 3.2.

3. Sketches showing the layout at each floor level within the SSE facility are shown
in Section 3.3.

4. Radiological survey results for the rooms and areas at final turnover are shown in
Section 3.4.

5. Indexes for digital photos from final room turnover are shown in Section 3.5 and
3.6.
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6. Prints of the digital photos from final room turnover are provided in Section 3.7
and 3.8.

7. CD's with digital photos from final room turnover are listed in Section 3.9.
8. CD's with digital photos from final room turnover are provided in Section 3.11.
9. DVD Video's from the final room turnover are listed in Section 3.10.
10. DVD Video's from the final room turnover are provided in Section 3.12.
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3.0 ATTACHMENTS



3.1 105-N & 109-N SSE FINAL ROOM TURNOVER SUMMARY LIST



Subcontract No.: COON508AOO
Subcontractor: WDC

105N/109N SSE
Final Room Turnover Summary List

Washington Closure Hanford
Job No.: 14655

109N Buildlr g

Room No. Description Date Signed Rad Survey Hazardous Material Left in-PlacelComments
RSR-1001SS-10-0697

103 Water Qual. Lab, El. 0'-0" 05/17/11 RSR-100ISS-11-0164 Two (2) Lead Blankets in NE corner of room/No other issues
RSR-100ISS-10-0697

104 Change Rm., El. 0'-0' 05/17/11 RSR-100ISS-11-0164 No Materials/No Issues
RSR-1001SS-10-0697

105 Grab Sample Rm., El. 0'-0" 05/17/11 RSR-100ISS-11-0164 No Materials/No Issues
RSR-100ISS-10-0697

106 RAD Chem. Lab, El. 0'-0" 05/17/11 RSR-100ISS-11-0164 No Materials/No Issues
208 Non-RAD Sampling & Chem. Lab, EL. 12'-8 1/2" 09/07/10 RSR-100ISS-10-0725 No Materials/No Issues
307 Non-RAD Sampling Rm., El. 25'-0 1/2" 09/07/10 RSR-100ISS-10-0725 No Materials/No Issues

Access Bldg 109N Access BLDG., EL. (-) 16'-0" 03/15/12 RSR-100N-11-2333 No Materials/No Issues
Roof 109N SSE, EL. 40'-0" 03/15/12 RSR-100ISS-11-0452 No Materials/No Issues
Roof Pressurizer, EL. 84'-0" 04/14/11 RSR-100ISS-11-0104 No Materials/No Issues

Stair 7 El. 0'-0" to 24'-0" 09/07/10 RSR-100ISS-10-0725 No Materials/No Issues
105N Buildin g

Room No. Description Date Signed Rad Survey Hazardous Material Left in-Place/Comments
4 Ball Control Rm., El. (-)16'-0" 04/21/10 RSR-100ISS-10-0327 No Materials/No Issues

Two (2) Lead Blankets in SE corner - Fourteen (14) Sliding Lead Doors along
south wall - 32' x 3' x 5" deep trough full of Lead Shot above Lead Doors along

5 Rupture Monitor Rm., El. (-)16'-0" 04/21/10 RSR-100ISS-10-0327 south wall
RSR-100ISS-10-0326

7 Equip. Rm., El. (-)15'-0" 03/05/12 RSR-100N-11-2333 No Materials/No Issues
RSR-100ISS-10-0326

8 Elec. Equip. Rm., El. (-)15'-0" 03/05/12 RSR-100N-11-2333 No Materials/No Issues
RSR-100ISS-10-0326

9 Battery Rm., El. (-)15'-0" 03/05/12 RSR-100N-11-2333 No Materials/No Issues
11 Fast Cart Tunnel, El.(-)1 9'0" 05/14/12 N/A No Materials/No Issues

Fourty five (45) Lead Blankets left hanging over Reactor front face - Three Lead
Blankets left on west end of floor grading - Pit de-watered and filled with grout to

23 "C" Elevator Pit, El. (-)16'-0' 11/14/11 RSR-100ISS-11-0556 top of pit wall (0' 0" El.)
29 "W" Elevator Rm. (Front Face), El. 0'-0" 11/09/11 RSR-100lSS-11-0457 No Materials/No Issues

RSR-100ISS-10-0986
35 Pipe Tunnel (South End), El. (-)21'-0" 10/28/10 RSR-100ISS-10-1032 No Materials/No Issues

Fourteen (14) Lead sliding doors along south wall - 32' x 3' x 5" deep trough full
37 Rupture Monitor Rm., El. (-)10'-0" 10/28/10 RSR-100ISS-10-0970 of Lead Shot above lead doors along south wall

RSR-100ISS-10-0986
41 El. (-)21'-0" Included with Room 35 10/28/10 RSR-100ISS-10-1032 No Materials/No Issues

RSR-100ISS-06-0065
RSR-100ISS-06-0069
RSR-100ISS-06-0070
RSR-100ISS-06-0071
RSR-100ISS-06-0084
RSR-100ISS-06-0109 Florescent lights and ballasts all levels - residual oil and absorbant in HCR

*170 Outer Rod Rm. East Side, El. 0-0" to 28'-0" 02/22/11 RSR-100ISS-08-0615 reservior and rod racks - Approx. 200 LF of Asbestos covered 12" pipe

Florescent lights and ballasts all levels - tubing with spray-on mastic 1st level
south side - Approx. 1 OOLF Asbestos covered 2' x 2' HVAC duct 1st and 2nd

*171 Inner Rod Rm. East Side, El. 0'-0" to 28'-0" 02/22/11 RSR-100ISS-06-0086 level
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40
105N/109N SSE

Final Room Turnover Summary List
Washington Closure Hanford

Job No.: 14655

105NBuilding g-

Room No. Description Date Signed Rad Survey Hazardous Material Left in-Place/Comments
172 El. 5'-0" 03/15/12 RSR-100ISS-11-2333 No Materials/No Issues
173 Ready Rm., El. 5'-0" 03/15/12 RSR-100ISS-11-2333 No Materials/No Issues
174 Blue Tool Rm., El. 5'-0' 03/15/12 RSR-1001SS-11-2333 No Materials/No Issues

RSR-1001SS-12-0062
175 Observation Rm., El. 0'-0" 06/12/12 RSR-100ISS-12-0070 No Materials/No Issues

RSR-NRx-98-0258 Florescent lights and ballasts all levels - residual oil and absorbant in HCR
*176 Outer Rod Rm. West Side, El. 0'-0" to 28'-0" 02/22/11 RSR-100ISS-06-0073 reservior and rod racks - Approx. 200 LF of Asbestos covered 12" pipe

RSR-NRx-98-0258 south side - Approx. 100LF Asbestos covered 2' x 2' HVAC duct 1st and 2nd
*177 Inner Rod Rm. West Side, El. 0'-0" to 28'-0" 02/22/11 RSR-100ISS-06-0078 level
301 Elec. Rm., El. 16'-6" 03/15/12 RSR-100N-12-0046 No Materials/No Issues
302 El. 16'-6" 03/15/12 RSR-100N-12-0046 No Materials/No Issues
401 Remote Equip. Rm., El. 28'-3" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
402 El. 28'-3" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
501 Elec. Rm., El. 40'-0" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
502 El. 40'-0" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
503 (Partial), El. 40'-0" 03/15/12 RSR-100N-11-2334 No Materials/No Issues

RSR-100ISS-12-0062
507 Outlet Valve Oper. Gallery, El. 43'-6" 06/12/12 RSR-100ISS-12-0070 No Materials/No Issues
520 (Partial), El. 51'-0" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
601 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
602 El. 60'-6" 03/15/12 RSR-10ON-11-2334 No Materials/No Issues
603 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
606 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
607 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
609 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
610 (Partial), El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
611 El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
612 Air Lock, El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues
613 Air Lock, El. 60'-6" 03/15/12 RSR-100N-11-2334 No Materials/No Issues

Corridor 3 El. (-)16'-0" 04/21/10 RSR-100ISS-10-0327 No Materials/No Issues
Corridor 4 (South End), El. (-)10'-0" 10/28/10 RSR-100ISS-10-0970 No Materials/No Issues

RSR-1001SS-12-0062
Corridor 7 El. 5'-0" 06/12/12 RSR-100lSS-12-0070 No Materials/No Issues
Corrid. 22 (South End), El. 0'-0" 08/02/12 RSR-100ISS-10-1253 No Materials/No Issues

RSR-100ISS-10-0326
R Elevator Elevator Equip Rm., El. (-)24'-0" 03/05/12 RSR-100N-1 1-2333 No Materials/No Issues

Roof 105N SSE Main Roof, EL. 70'-0" 11/14/11 RSR-100ISS-11-0542 No Materials/No Issues
Roof 105N W. Rod Rm. SSE Roof, EL. 40'-0" 11/09/11 RSR-100lSS-11-0436 No Materials/No Issues

Stair 6 El. (-)24'-0" to 40'-0" 03/15/12 RSR-100ISS-11-2333 No Materials/No Issues
Stair 6A El. 40'-0" to 105N Roof 03/15/12 RSR-100ISS-11-2333 No Materials/No Issues

RSR-100ISS-12-0062
Stair 8 El. 5'-0" to 43'-6" 06/12/12 RSR-100ISS-12-0070 No Materials/No Issues

Note:
1. * Rooms Not Included In This Project. Material Descriptions And Surveys Provided For Information.

8/2/2012

Subcontract No.: COON508AOO
Subcontractor: WDC
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3.2 105-N & 109-N SSE FINAL ROOM TURNOVER CHECKLISTS



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 103/Water Quality Lab Elevation 0'0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X __ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH
X __ Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

Room inspected 05/04/2011

These items have been verified by the following:

WCHI/CSE print & sign

WCH/Engineering prnt & sign

5da t/e
date

date

Hazardous Materials Left in Place:
1) Two (2) Lead blankets in NE corner of room

RS R - o00 mss - i - /7

qD3jZrL#



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.104/Change Room Elevation 0'0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X ___ Room systems in stable conditions
X Trash, debris, and combustibles removed
X _ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHI/CSE print & sign

jorZ 61 6Iy ar
WCH/Engineering print & sign

date

5 dI'ti
date

Room inspected 05/04/2011 No issues

SRSR-Ioo Ls iD-4 7
cqoII'



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 105/Grab Sample Rm. Elevation 0'0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 05/04/2011 No issues

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date

9SR- 100 T55 -10 - 067-7

iz - 100 Zss - I 1- 0) 6L+- q 13iZzliz



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 106/RAD Chem. Lab Elevation 0'0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X __ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X __ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

Ir%4K
WCH/CSE print & sign

WCH/Engineering print & sign

daie 6

date

date

Room inspected 05/04/2011 No issues

R5 k - 100 T3-O -0(,57

qoA~ z.

oLt NI," n



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.208/Non-Rad Chem. Lab Elevation 'P50' BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X

X
X

_X

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 09/01/2010 No Issues

iAb-ut r 4 g- i o-,s-*----o - o ,5qb-.AZi41 .

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

04d 07-
date

-091/7110
date

VVICA M'



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.307/Non-Rad Sample Rm. Elevation 25'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 09/01/2010 No Issues

$~ >~g : 57- ioT-s- jo-Q- 6gg q0ZZ117

These items have been verified by the following:

WCH/CSE print & sign date

WCH/Engineering print sign date



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 109N Access Building Elevation (-) 16'-0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

Locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & ign

date

date

Area inspection and Final photos taken 2-15-2012

No Issues

Rad Survey RSR-100ISS-11-2333



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 109 Bldg Under SSE Roof. Elevation 40' 0" BLDG 109N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date

Inspection completed on 07/07/11. Following structural completion no issues.

New lighting system installation completed 11-22-2011

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100ISS-11-0452



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Pressurizer Roof. Elevation 84' 0" BLDG 1 09N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X ___ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

- JILN ~ALc&)
WCH/CSE print & sign

WCH/Engineering print sign

(4da I
date

date

Inspection completed on 04/06/11. No issues

(3A 6 So rzv!,7, 81 R - 0 I 5 -o o j -oLo

Elevation 84' 0" BLDG 109N

46-mllz



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Stair 7 Elevation O'0" to 25'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH
Final inventory of hazardous materials left in place by WCH
Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

Vj I, LV r)
WCH/CSE print & sign

WCH/Engineering print & sign

X
_X_
_X_

X
x

N/A
N/A

Room inspected 09/01/2010 No Issues

R~5 lz/a j. 975f R r- o :55- 0- 072 5 qbq.Zt '2.

j 0k2 L AA", \ 4 (2'C APL
te 
date

9 /7/JO

dateQ 9 7



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.4/Ball Control Rm.Elevation (-)16'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WHg bneerAN pit& sig
WCH/Engineering pri t & sign U

date

tI e o
date

Room inspected 04/14/2010 No Issues

FA! Su t\Ja%-1 i 9R- ,ootS3-10 03Q'7 4431Zz



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.5/Rupture Monitor Rm.Elevation (-)16'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ Room systems in stable conditions
X_ Trash, debris, and combustibles removed
X_ Biological hazard removed and disinfected
X _ RAD Survey completed (either existing or updated survey)
X_ Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH

N/Al Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

Room inspected 04/14/20 10
Hazardous Materials Left In Place:

1) Two (2) lead blankets in SE corner of room.
2) Sliding lead doors along south wall. ( i- i iAcH) Q0 3IZ.
3) 32'X3'X5" deep trough full of lead shot above lead doors along south wall.

R A b R 5R - ico-T SS - /0- 0-5r

These items have been verified by the following:

WCH/CSE print & sign date

-CH /ENi pr11( & s4i n ato
WCHfEngineering IIprint & si n 4- ate/



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.7/Equip.Rm.Elevation (-)15'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed

___ Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

-t> L &.L I,~
WCH/CSE print & sign

WCH/Engineering prin & sig

4az' t
date

date

4~1

~ 315hz

X
X

_X _
._X _

Room inspected 04/13/2010 Note: Pourback at east wall in progress final video to be
taken at later date.

-T cbI--/o (2L4-TA 7 1A,4L J'W~5~jA 211511a. NO IZLIZ



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room #/ Description Rm.8/Elect.Equip.Rm.Elevation (-)15'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed

X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 04/13/2010 Note: Pourback at east wall in progress final video to be
taken at later date.

Ls~/c-iO AL TPLrTE6 TZ4 ZAJN L ObT3S1ifMJ .zh. Al B

RA $"rwa -. k- -Ct ISS-O -3Q/, k/-iWA/-//-2333 0,"3u'?

These items have been verified by the following:

WCH/CSE print & sign date

WCH/Engineering print & sifm, date
-t -- tOi C/V-. 6wzV



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # /Description Rm.9/Battery Rm.Elevation (-)15'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X _ Trash, debris, and combustibles removed

Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X _ Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room completed 04/13/2010
Biological hazards to be removed - mice droppings on room floor
Note: Pourback at east wall in progress final video to be taken at later date.

INSPiec77cmj Cb Pw-rrfIb FNAL 14il-IN :1 Qi5/'l, L 5lssoe

RA6Sre R'Sr- 10 oo 5S- iO - 03:2,; R S-- OD/-//-.233

These items have been verified by the following:

WCHICSE print & sign

WCH/Engineering print & s

4a140

date1,zii

<1 310I.



Washington Closure Hanford
105N/109N SSE

Subcontract No.: J027807A00

Final Room Turnover Documentation

Date: 05/10/12

Area: lOON

Building: 105N

Room No./Description: Rm.#1 1 Fast Cart Tunnel (Discharge Tunnel)
Elevation: (-)19'-0"

Location: West Side of 105N

Observation Performed and Results:
On 05/10/12, following 105N Fuel Storage Basin (FSB) structure removal, a visual
observation was performed of the Fast Cart Tunnel. The observation was made through
an opening in the west end of the tunnel with the use of a digital video cassette recorder
and camera with built-in lights (Equipment- Sony Digital Video Cassette Recorder Model
#GV-D1000/D1OOOE and Camera). Video provided a view of the floor of the tunnel
which is covered with approximately 3'-0" of grout (El. (-) 16') from FSB pre-demolition
preparation, the tunnel walls, and the top of tunnel grating at the west end of tunnel (Area
of View- west wall to approximately 10' east from west end of tunnel). There was some
concrete/grout debris observed inside the tunnel opening. The fast cart tunnel door at the
west end of tunnel was observed to be open.

The floor of the Fast Cart Tunnel was verified to be in a dry condition.

These obswe erformed by the following:

Bob Lewi___________
WCH/CSE Sign & Date

DarylSchilperoort&
WCH/STRS n&De/ '7

Joe Delaney ( 4 0 L
WCH/Engineer Sign &

Thomas Yamamoto- Q
WCH/Engineer o n & Date

John Comi
WCH/E 'n r ign Date

Page 1 of 1



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 105N C Elevator Pit (RImt)Elevation -16' 0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X __ Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X __ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH
X ___ Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Inspection completed on 10/23/11.
Hazardous material left in place near C elevator pit
1) 45 Lead blankets left hanging over reactor front face
2) 3 Lead blankets left on west end walk grating

Note - C elevator pit de-watered and filled with grout to top
of pit walls (approximately El. O'-0")

These items have been verified by the following:

WCHICSE print & sign

w CREngineering print a ign

date

date

1o4V4J



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 105N W Elevator Area (Front Face) Elevation 0' 0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

dAte
date

date

X
X

X
X

X

Inspection completed on 08/25/11. No issues

qb 3 4Z1rLZ
f 6 Soz v P--Y -. RG R - i rP T S,-, - i I- (-) Lkr,



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.35/Pipe Tunnel South End) Elevation (-)21'0" BLDG 105N
Avo N#)ft-ws

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X_ Biological hazard removed and disinfected
X_ RAD Survey completed (either existing or updated survey)
X_ Final photo's or video by WCH

_ N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 10/26/2010 No Issues

These items have been verified by the following:

WCH/CSE print & sign date

WCH/Engineerin print & sign date



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.37/RuptureMonitorRm Elevation (-)10'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ Room systems in stable conditions
X_ Trash, debris, and combustibles removed
X_ Biological hazard removed and disinfected
X_ RAD Survey completed (either existing or updated survey)
X_ Final photo's or video by WCH
X_ Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign date

dateWCH/Engineering pint'& sign

Room inspected 10/25/2010 No Issues
14 Lead sliding doors along south wall to remain
32'X3'X5" deep trough full of lead shot above lead doors along south wall.

&kU - E~SP- iO0015- I Q- 09,70 4bZ 3)-2I JZ

V- 't / .'



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 170/Left Outer Rod Rm.Elevation 0'0"-28'0" BLDG 105N
East Side

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X _ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

See Page 2 for Additional Comments

R i/n RKsr<- (co ss-oc oo e0 -0069

R SR - i 00 ZS - 0,- 0070
R:5 ( - 100 Iss- OC- 00 7
3SR- too osR- 04 0ps-j
aS[?-IoT0SS-O4,- 0109
RSR- 100-SS-08- o0 ies

These items have been verified by the following:

WCH/CSE print & sign date

jCHngneerg pnts . datA 21
WCH/Engineering printA Zn %z/Z1 date



Rm.No./Description #170 Left (East) Outer Rod Room
Elev. 0'-0"
Bldg. 105N

COMMENTS (Continued):

1. Room was not included in project work scope but entries were made and room
conditions are documented here for information.

2. Room layout included a bottom floor on concrete slab at Elevation 0'-0" and
three(3) additional levels above on steel grating platforms.

3. Material remaining in room:
A. Florescent lights [Loction- All levels].
B. Florescent light balasts [Location- All levels].
C. Horizontal Control Rod(HCR) hydraulic oil reservoir- Residual hydraulic

oil with oil dry [Location- 1" level].
D. HCR system- Residual hydraulic oil in HCR tracks with oil dry [Loction-

2 " to 4th levels].
E. Asbestos insulation on pipe <12" diameter- approximately 200 LF

[Location- 1"t to 4t" levels].

Page 2 of 2



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room #/ Description Rm.171/Left Inner Rod Rm.Elevation O'0"-28'0" BLDG 105N
East Side

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X _ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X _ RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

JLAM~'I"' GL -v
WCH/Engineering print & j -

date

t122111
date

See Page 2 for Additional Comments

q631iZZjsI..RAb'5ui3qsN-. R5R- 1001's ---- QG-COS(oI

- g/? Z. I



Rm.No./Description #171 Left (East) Inner Rod Room
Elev. O'-0"
Bldg. 105N

COMMENTS (Continued):

1. Room was not included in project work scope but entries were made and room
conditions are documented here for information.

2. Room layout included a bottom floor on concrete slab at Elevation O'-0" and
three(3) additional levels above on steel grating platforms.

3. Material remaining in room:
A. Florescent lights [Loction- All levels].
B. Florescent light balasts [Location- All levels].
C. Small tubing with asbestos spray-on flame mastic insulation [Location- I"

Level, South side].
D. Asbestos insulation on HVAC duct (2' x 2')- approximately 100 LF

[Location- 1' and 2 Level, south/southeast side].

Page 2 of 2



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 172 Elevation 5'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Final Inspection and Final photos taken on 2-15-2012

No Issues

Rad Survey RSR-l00N-11-2333

These items have been verified by the following:

date

date

WCH/CSE print & sign

WCH/Engineering print 8 sign



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.173 Ready Rm. Elevation 5'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X __ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

1LA~
WCHI/CSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

Rad Survey RSR-100N-1 1-2333

n IL e



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.174 Blue Tool Rm. Elevation 5'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X __ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

f, ob I(~eC(>i5
WCH/CSE print & sign

WCH/Engineering print & sign
[deL

date

3a//

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N-11-2333



Washington Closure Hanford
105N/109N SSE

Contract # J027807A00
Final Room Turnover Checklist

Room # / Discription Room 175 Elevation 0'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE prin& sign

4)~ !AN7- ~A
WCH/Engineering >rint & sign C

date

date

X
X
X
X
X

Final Inspection and Final Photos Completed 06-05-2012

No Issues

RAD Survey RSR-100ISS-12-0062 and RSR-100ISS-12-0070



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 176/RightOuter Rod Rm.Elevation O'0"-28'0" BLDG 105N
West Side

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X _ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

See Page 2 for Additional Comments

R5R- 16,135-06-007 3

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineeing print & sig -Z//,

date

date zdif

SIZZII



Rm.No./Description #176 Right (West) Outer Rod Room
Elev. O'-0"
Bldg. 105N

COMMENTS (Continued):

1. Room was not included in project work scope but entries were made and room
conditions are documented here for information.

2. Room layout included a bottom floor on concrete slab at Elevation O'-0" and
three(3) additional levels above on steel grating platforms.

3. Material remaining in room:
A. Florescent lights [Loction- All levels].
B. Florescent light balasts [Location- All levels].
C. Horizontal Control Rod(HCR) hydraulic oil reservoir- Residual hydraulic

oil with oil dry [Location- 1" level].
D. HCR system- Residual hydraulic oil in HCR tracks with oil dry [Loction-

2 " to 4 th levels].
E. Asbestos insulation on pipe <12" diameter- approximately 200 LF

[Location- 1 " to 4 th levels].

Page 2 of 2



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm. 177/Right Inner Rod Rm.Elevation O'0"-28'0" BLDG 105N
West Side

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X __ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X _ Final photo's or video by WCH
X Final inventory of hazardous materials left in place by WCH

N/A Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

See Page 2 for Additional Comments

135 E- iCnLS Q- 00 17A

These items have been verified by the following:

I(QjUL Zda-Z- )I

date

date

WCHICSE print & sign

WCH/Engineering print & s n /../-/ 1,

<44, Z I 17.



Rm.No./Description #177 Right (West) Inner Rod Room
Elev. O'-0"
Bldg. 105N

COMMENTS (Continued):

1. Room was not included in project work scope but entries were made and room

conditions are documented here for information.
2. Room layout included a bottom floor on concrete slab at Elevation O'-0" and

three(3) additional levels above on steel grating platforms.
3. Material remaining in room:

A. Florescent lights [Loction- All levels].
B. Florescent light balasts [Location- All levels].
C. Small tubing with asbestos spray-on flame mastic insulation [Location- 1"

Level, South side].
D. Asbestos insulation on HVAC duct (2' x 2')- approximately 100 LF

[Location- 1" and 2 "d Level, south/southwest side].

Page 2 of 2



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.301 Electric Rm. Elevation 16'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X _ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X _ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WjCH /EgnAA- pre [&a"sg.
WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N-12-0046



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.302 Elevation 16'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHI/CSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR 100N-12-0046

;kr NA-*



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.401 Remote Equip. Rm. Elevation 28'-3" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X __ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N- 11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.402 Elevation 28'-3" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X __ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

date

dateWCH/Engineering print & sig]

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N-11-2334

WCHICSE print & sign

ni : s



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.501 Electric Rm. Elevation 40'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHICSE print & sign

WCH/Engineering print & sign

da- te>-/.X
date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334

11L L 111-f



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.502 Elevation 40'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X _ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.503 (Partial) Elevation 40'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

315z
date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334

Qk W-a , " t,



Washington Closure Hanford
105N/109N SSE

Contract # J027807A00
Final Room Turnover Checklist

Room # / Discription Room 507 Elevation 43'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH
Final inventory of hazardous materials left in place by WCH
Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & siYl

iO05 rI )LkNF3- 1: Z L~L.A
WCH/Engineering plint & sign"

date

dateK'

X
X
X
X
X

NA
_NA

Final Inspection and Final Photos Completed 06-05-2012

No Issues

RAD Survey RSR-100ISS-12-0062 and RSR-100ISS-12-0070



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.520 (Partial) Elevation 51'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X ___ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.601 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

K;
WCHICSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.602 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X _ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR 100N-11-2334

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print sign

date

date



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.603 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Final Inspection and Final Photos taken 2-7-2012

No Issues

RAD Survey RSR-100N- 11-2334

These items have been verified by the following:

aZU Z - 457- /-2
WCHICSE print & sign date

WCH/Engineering print & sign date



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.606 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

- E6Ljz:
WCH/Engineering print & sign

iQLt-
date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N- 11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.607 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X __ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign
3-a5-

date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334

WCH/Engineering print & sign



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.609 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X __ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X _ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

3-/j-. /
date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N- 11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.610 (Partial) Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X _ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X _ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHICSE print & sign

...S0f bqLA "?,
WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.611 Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X ___ Room systems in stable conditions
X Trash, debris, and combustibles removed
X _ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X __ Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

3 L
WCHICSE print & sign

WCH/Engineering print & sign

3--/37 /2
date

311a
date<N

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N-11-2334

(:)k



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.612 Air Lock Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHL / & sin
WCHICSE print & sign dt3e)5h

dateWCH/Engineering print & sign

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-100N- 11-2334



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Rm.613 Air Lock Elevation 60'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

WCH/Engineering print & sign

date

date

Final Inspection and Final Photos taken on 2-7-2012

No Issues

RAD Survey RSR-10ON-11-2334

Q4! W6!1



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room #/ Description Corridor 3.Elevation (-)16'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 04/14/20 10 No Issues

U P eI 1 1 5~R lon Tf'S - 10 - 0--2>'

These items have been verified by the following:

D.-L 1 A d
WCH/CSE print & sign

WCH/Engineeri print & sign
144L C VA A-~

date

date

q6 S"I Z



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Corridor 4/(South End) Elevation (-)10'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ Room systems in stable conditions
X_ Trash, debris, and combustibles removed
X_ Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X_ Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Room inspected 10/25/2010 No Issues

These items have been verified by the following:

WCH/CSE print & sign date

WCH/VEngineer g print & g n date



Washington Closure Hanford
105N/109N SSE

Contract # J027807A00
Final Room Turnover Checklist

Room # / Discription Corridor #7 Elevation 5'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH
Final inventory of hazardous materials left in place by WCH
Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCHICSE printX sign

WCH/Engineering print & sign

date

date

X
X
X
X
X

NA
NA

Final Inspection and Final Photos Completed 06-05-2012

No Issues

RAD Survey RSR-100ISS-12-0062 and RSR-100ISS-12-0070



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Corridor 22/(South End) Elevation 0'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X ___ Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
X Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

VC gineering print & sign

date

date

Inspection done on 07-17-2012
No Issues
RSR-100ISS-12-0173

Cm



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Bottom Stair 6/R Elevator Elevation (-)24'0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

qt 31S/

These items have been verified by the following:

WCHICSE print & sign

JWDe Og/r J pi & sign
WCH/Engineering Iprint & sign

date

P11 -

'+/eZ//o -#O3shZ
date

4- / Z 1/1 U

Room inspected 04/13/2010 Note: Pourback at east wall in progress final video to be
taken at later date.

2N--wCrW ,v Awr. FIN4 L fI+OTos IAkA 215Tr. o I s .

RiSR- iCWM-i - Z3IRAb Song r RSii-100-35-10 -03%



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 105N Main Roof Under SSE Roof Elevation 70' 0"
BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X_ __ Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign date

dateWCH/Engineering rint

Inspection completed on 9/8/11. No issues

Note - No permanent access to this level

IbAZZW-

&4ggC



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description 105N West Rod Roof Under SSE Roof.Elevation 40' 0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X . Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X _ RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

N/A Final inventory of hazardous materials left in place by WCH
N/A Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

Inspection completed on 08/01/11. No issues

RATese ems . IR b-ee i b th 5 f - -34llowing:

These items have been verified by the following:

_Cj7 A ~
WCHICSE print & sign

J 0 6 ~Lkhl N 71c
WCH/Engineering print & sign

date

dateI



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Stair 6 Elevation (-)24'-0" to 40'-0" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

Kc~/
WCHICSE print & sign

WCH/Engineering print & sign

a-
date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N-2333



Washington Closure Hanford
105N/109N SSE

Contract # COON508AOO
Final Room Turnover Checklist

Room # / Description Stair 6A Elevation 40'-0" to 105N Roof BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

X Room systems in stable conditions
X Trash, debris, and combustibles removed
X Biological hazard removed and disinfected
X RAD Survey completed (either existing or updated survey)
X Final photo's or video by WCH

NA Final inventory of hazardous materials left in place by WCH
NA Accessible Shield Doors- polyurethane foam removed, RAD

locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & sign

JC in eerl-AAijngp & As IJ V4A
WCHlEngineering printk&signY

date

date

Final Inspection and Final Photos taken on 2-15-2012

No Issues

RAD Survey RSR-100N-11-2333



Washington Closure Hanford
105N/109N SSE

Contract # J027807A00
Final Room Turnover Checklist

Room # / Discription Stair #8 Elevation 5'-0" to 43'-6" BLDG 105N

This room prior to sealing or final turnover has been checked for the following:

Completed / NA

Room systems in stable conditions
Trash, debris, and combustibles removed
Biological hazard removed and disinfected
RAD Survey completed (either existing or updated survey)
Final photo's or video by WCH
Final inventory of hazardous materials left in place by WCH
Accessible Shield Doors- polyurethane foam removed, RAD
locks removed and permanent welding of door complete

COMMENTS

These items have been verified by the following:

WCH/CSE print & gn

WCH/Engineering print & sign

date

date

X
X
X
X
X

NA
NA

Final Inspection and Final Photos Completed 06-05-2012

No Issues

RAD Survey RSR- 100ISS-12-0062 and RSR- 100ISS- 12-0070



3.3 105-N & 109-N BUILDING SKETCHES

Note- Room 208 at El.12'-8 2" and.Room 307 at El.25'-0 %" in 109-N are not shown in
the sketches but these rooms are located above Water Quality Lab Rooms 103 to
106 at the south side of the 109-N Building.



FIGURE 3-1. SURVEILLANCE AND INSPECTION ROUTE
(105N/109N PLAN VIEW, ELEVATION o'-o")
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FIGURE 3-2. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION O'-o")
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FIGURE 3-3. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION (-)10'-0")
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FIGURE 3-4. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION (-)16'-0")
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FIGURE 3-5. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION (-)21'-o")
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FIGURE 3-6. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION 14'-6")
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APPROVED EQUAL)



3-7. SURVEILLANCE AN D
(105N, ELEVATION 2E
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FIGURE 3-8. SURVEILLANCE AND INSPECTION ROUTE
(105N/109N, ELEVATION 40'-0")
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FIGURE 3-9. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION 51'-0")
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FIGURE 3-10. SURVEILLANCE AND INSPECTION ROUTE
(105N, ELEVATION 60'-6")
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FIGURE 3-11. SURVEILLANCE AND INSPECTION ROUTE
(105N, BELOW ROOF)
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FIGURE 3-12. SURVEILLANCE AND INSPECTION ROUTE
(109N ACCESS BUILDING, ELEVATION (-)16'-0")
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3.4 RADIOLOGICAL SURVEY RECORDS



Radiological Survey Records at 105-N & 109-N SSE

INDEX

Building Description/Location

RSR-100ISS-06-0065
RSR-100ISS-06-0069
RSR-100ISS-06-0070
RSR-100ISS-06-0071
RSR-100ISS-06-0073
RSR-100ISS-06-0078
RSR-100ISS-06-0084
RSR-100ISS-06-0086
RSR-100ISS-06-0109
RSR-100ISS-08-0615
RSR-100ISS-10-0326
RSR-100ISS-10-0327
RSR-100ISS-10-0697
RSR-100ISS-10-0725
RSR-100ISS-10-0970
RSR-100ISS-10-0986
RSR-100ISS-10-1032
RSR-100ISS-10-1253
RSR-100ISS-11-0104
RSR-100ISS-11-0164
RSR-100ISS-11-0436
RSR-100ISS-11-0452
RSR-100ISS-11-0457
RSR-100ISS-11-0542
RSR-100ISS-11-0556
RSR-10ON-11-2333
RSR-IOON-11-2333
RSR-IOON-11-2334

RSR-10ON-12-0046
RSR-100ISS-12-0062
RSR-100ISS-12-0070
RSR-100ISS-12-0173
RSR-NRx-98-0258

08-16-2006
08-16-2006
08-16-2006
08-16-2006
08-17-2006
08-21-2006
08-22-2006
08-23-2006
08-31-2006
10-08-2008
04-13-2010
04-13-2010
07-27-2010
08-04-2010
10-14-2010
10-19-2010
10-27-2010
12-28-2010
04-06-2011
05-04-2011
08-20-2011
08-25-2011
08-26-2011
10-17-2011
10-23-2011
12-16-2011
12-16-2011
12-16-2011

01-06-2012
05-31-2012
06-05-2012
07-17-2012
02-10-1998

105N
105N
105N
105N
105N
105N
105N
105N
105N
105N
105N
105N
109N
109N
105N
105N
105N
105N
109N
109N
105N
109N
105N
105N
105N
109N
105N
105N

105N
105N
105N
105N
105N

Rm.170
Rm.170
Rm.170
Rm.170
Rm.176
Rm.177
Rm.170
Rm.171
Rm.170
Rm.170
Rm.7,8,9, R Elevator
Rm.4,5, Corridor#3
Rm. 103,104,105,106
Rm.208,307, Stair#7
Corridor#4, Rm.37
Rm.35,41
Rm.35,41
Corridor#22
Roof(Pressurizer)
Rm. 103,104,105,106
Roof(West Rod Rm.)
Roof(Main)
Rm.29(Front Face)
Roof(Main)
Rm.23(C Elevator Pit)
Access Bldg.
Rm.7,8,9,172-174,Str.#6/6A
Rm.401,402,501-503,520,
601-613, R Elevator
Rm.301,302
Corr.7, Rm.175,507, Stair#8
Corr.7, Rm.175,507, Stair#8
Corridor#22
Rm.176,177

Page 1 of 1

RSR No. Date



RADIOLOGICAL SURVEY RECORD
Page / of 5S

Type of Survey (check one only) Survey #
LI *Release LI Routine N/AWork Progress E] Shipment RSR - ICDl' 5 O1>~ /)
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code/OOIS566-OO/rVi I-/c-kI
Description V l /04> / B '

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment #

Contamination C High contamination I Radiological yAirborne Radioactive Radiation High Radiation3 , Area HCA Ara IB ute raLRA Radioactivity Area IRMA Materils Area IA ~ oa ~ imi -a Sre ilRA Radiaon Acea

Technical M Large Area contact General Area Dose adiological Micro Rem Neutrons Air Sample C tSoil Radioactive# Di rect 5o Rates =Uncorrected rudp~r N(~mh)AI Lcto 2 raSoaeAeSerWipe 30CrM teRedg(m/) oundary A (pR/hr) N (mRemthr) AS} Location SCA Contamination RMSA MaterialSmer WpeX--mMeter Reading (mR/hr) 
Area

Instruments

Model Serial # Source V CF Cal Due Model Serial # Source CF Cal Due
Serial-- -(initial) Date .... S.# (Initial) Date

__.______ ______ I 7-ZI-07 - --

S-q5 iC p Name/S-gn1-0-7/Date:
RCTNae/Sigtr/ . RCT Supervisor Name/Signature/Date:

______________________________ ~g - 2-5- c)

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicable
WCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)

Contamination Measurement Information
Circled values indicate Removable 0 contamination in mrad/hr p.

Removable Total

Description of (dpm/100 cm2 ) (dpm/100 cm 2)

No. Item or Location P
C-F C-F C C-F C-F

17 .L.A S 1h+ d4o___

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location (mrad/hr) y(mR/hr) P (mrad/hr) y (mR/hr)
WO-WC) X CF =DR WCXCF=DR (Wo-WC) X CF =OR WC X CF DR

5c Awe4 L ________



RADIOLOGICAL SURVEY RECORD (continuation) ---- O
Survey # R SR 100 1SS-06- C06

2' ~Additional Information
- o (Drawing, Map, Etc.)

0

8

U
0

±

-A>

(

-~-. -

WCH-TM-RO06c (03/15/2006)

Z)

-7-

1E

N

Q-
3



RADIOLOGICAL SURVEY RECORD Pae of f
(continuation)

Smear Counting Results Survey # RSR- 1001SS-06- C96 §

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 (X 0.2 .360
DTLLC-0086 -------------------------------------- -------- ------------- -- -------- --- --------

\6/21/2007 65 .230

Sample C>unting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net CPM dpm 100 CM2)

1 Ptoor a I. 6s1l~~ ---( ------- -- -- ------- ------- ------------------ ---------------- ---- - -- --------

y 72 7 30

2a 1.S8 V
2 -- - - - - - - - - - - - - - - - - - - ------ ------------ -- - - -- - -

fpy 7'? j4 2 t
4- - ----- ---------- ------ - -------- ------- - -- -------- S' - - -- - -- - -a 23 22

5--- --- ------ ---- ------- I ----------------- ------- - ---- - - - ----- -a
4~p /) /6- ;7------

2-~ 178

7 706 At 777 - ------------ ---- ------ -- --------- - -------- - ----------- -, 1'-§ "

6 -- -- ------ ------- ----- ------- ---------- ------- 0 ----- ---- - - -- - -

7 / 0 0

10P- -- ----- ----- ------- ------ ---- -- - -------0 --- ------- ---------0----------------

py 87 .22I
11 -- -- ~~--------- ---------- ------ -------- - ------- - - -- - -. 2-- - -S - - - - -

P7 82 17 74

13 --- ----------- ----------------- ------------------------------ ------ ----

ay 0t ( o

P7 67 2

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page: of
(continuation)

Smear Counting Results Survey # RSR- 1001SS-06 -o'E

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 ( 0.2 .360
DTLLC-0086 - - -- ---------------------------------- ------------ ---------------
6/21/2007 65 .230

Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net (PM dpm 100 cm 2 )

13Y 6_ _ __ _ __7_ _

---------------------------------------

13Y

---------- ------------

------------------

Ot _ _ __ _ _ _ _

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
Page ) of 3

Type of Survey (check one only) Survey #
Ej *Release El Routine M'J A _ Work Progress LI Shipment RSR - lX//ss - 06 - 006Y

The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
IDb S- 6 -06-o) I / 8-06-06 15_3 0 100)

Description _5,o eve' op ba6 16S-AleJ o s ci.Je ko1, -

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # -m -0 -/ iS

Contamination High Contamination Radiologia I Airborne Radioactive Radiation High Radiation Very High

( Technical M argeArea contact General Area Dose adiological M1cr Rem Air Sa Soil Radioactive
Smear Wipe 30cm Meter Reading (mR/hr) oundary (pR/hr) (mRem/r) AS] Location CA ContamSaatip RMSA trialMeterhr Readminr AS] Loatin Area Storage Area

Instruments

Model Serial # Source / CF Cal Due
(Initial) Date (era So e C) Date

R 0 o sv6 7 -Z/-0;7

RCT e/Signature/D - RCT Supervisor Name/Signature/Date:

LI
RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicableWCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page g of 3

Contamination Measurement Information
Circled values indicate Removable 3 contamination in mrad/hr p

Removable Total

Description of (dpm/1 00 cm2) (dpm/100 cm 2)

No. Item or Location

C-F C-F C-F C-F

7 o$t5/"0 LAI-)UP 6 AO4 Z 6 2D B 10- W

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location (mrad/hr) y (mR/hr) (mrad/hr) y (mR/hr)
(WO-WC) X CF= DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

___________ ___ i~s~c 2-70 2. _ _ _



RADIOLOGICAL SURVEY RECORD Page: 3 of -3
(continuation)

Smear Counting Results Survey # RSR- 100ISS-06-067'

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 0.2 .370
DTLLC-0042 --- ------ -------------------------- ----------------- -----------
12/15/2006 60 .200

Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (mi.) Gross CPM Net CPM (dpm 100 cm2 )

1 r V J I 5

4 --PZ -- ----- --------- - ------- -------------- ---------- --------- ---- ---- -----------

3 --- -- - -- --------------- ----- - - ----------- --

7 -- --------- - --- - - -- ------- --------- -- ------- ----- - -- - - -

4 --- ---- ------- -- -- --- - -- - ------ --- ---------- -- -- ----- -- --------------------

5 - - - - -- - - - - - - - - - - - - ------

11- - - ----- ------- ----------------- -- --- ------ / --- ----- -------------------

12 -- - --- --- -- --- --- -- --- --- -- -- ----------- - - --- - - -------- - ------------

7P

13 ----- - --- --------------- -- - ------ ---------------------------------------------- - ---

14-- --- --- - ----- --/--------- \----- ------ --- ----------- - ---- --------------

8P

9a

1 0- ------ ----

1 3 -----------

---_ rY - -- -- - - - - -- - - - -- - -- - - - - - - - - -- - -- - - - - - - - - -

1 4- - -------------------------------------------------------
14y

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
PageJ of

Type of Survey (check one only) Survey #
t*Release [: Routine - -d 1A Work Progress El Shipment RSR - fl / D-5 -007'7b
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code

-/00| 15 - 06 -0o I r 6 -/6-06 |0 /0
Description p L)4 I

13p

a,9l

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # -pT -o4-sA -o0 ,-S
contamination High contamination Radiological

AiArea HCA Area RBA Buffer Area ARA
Airborne Radioactive Radiation High Radiation I Very HighRadioactivity Area RMA Materials Area RA Area RA Area VHRA Radiation Area

0 Technical # Direct M Large Area contact General Area Dose adiological Micro Rem Neutrons Air Sample soil Radioacfivm arTi7aSoil atioal"P g- Rates =Uncorrected kkC Contp/h)I RnVh)[~ a o anto RMSA Mtoatera
SmearWipe 30cm Meter Reading (mR/hr) OUnd (pR/hr) N(mRem/r) SJ Locat A Cont

Instruments

Model Serial # Source / CF Cal Due Model Serial # Source / CF Cal Due
(Initial) Date (Initial) Date

_2_-___ w3 6____ 2-27--07--------

RCT /Sig R e/Dat RCT Supervisor Name/Signature/Date:

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicableWCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page__ , ofj

Contamination Measurement Information
Circled values indicate Removable p contamination in mrad/hr s

Removable Total

Description of (dpm/100 cm2 ) (dpm/100 cm2 )
No' Item or Location

C-F C-F C-F C-F

_/ _ _5 4__ _- 4 /1000 zo r> _______

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location (mrad/hr) y(mR/hr) p (mrad/hr) y(mR/hr)
(WO-WC) X CF =DR WC XCF =DR (WO-WC) X CF =DR WC X CF =DR



RADIOLOGICAL SURVEY RECORD Page: 3 ofs
(continuation)

Smear Counting Results Survey # RSR- 1001SS-06- O7

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 0.2 .360
DTLLC-0086 ---------------------------------------------------- -------------- --- -------------- -- ---

\6/21/2007 P7 65 .230

Sample Counting Results Final Analysis

No Description of Con. Sample Count Removable
Smear Location Type Duration (min.) Gross CPM Net CPM dpm 100 CM2

1 ------ - - ------ -
__7 e57

0C 0

f 68 6

4 --- -- - - - - ----- -- ---------- B- - ---- ----- - -- ------ -------- - -

7------ ----------------- -------- ------------ ---------- ------ -------.-.-..-.---.----

4 o () 

6 -- -- - - - -- - -- - - -- - - - - - - - - - - .$ - - . ---------- --

9 ----- ------ ----.--- -----------. ---- ------ ------------ -- 0.

7 Dm e- 6'

8 -J --4o - - --
74

10 --- ------ - -- - -- --- -- 2
a 2 o

14 -~P Floo -

__ __________ fy 0 .C417
1 4P 7 -- - -- -- -- ---- -- ---- -- --- ---------- --- -----

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
Page _ of _F

Type of Survey (check one only) Survey #
S*Release El Routine / Work Progress E] Shipment RSR- J0V-5-06-C07/

* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
100lSS-- 001 r 160060 lO 10

Description I" --0 4e' 0,j' -it

flf-e lbeiA" suvc-ptj po4-LJ azs e,1

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # - e sr-o0 -

Contamination High Contamination Radiological Airborne Radioactive Radiation High Radiation Very HighCA Area (CA Area RBA Buffer Area RA Radioactivity Area RMA Materials Area Area RA Area HRA Radiation Area

0 Technical Direct M Large Area Contact General Area Dose adiological c Re N us A r Sampl C o Soil RadioactiveSmear Wie 30 cm Mee e~Jgm~)oundary~ A (piRr)m N mRem/nr) jAS] Location Area MAMtra

Instruments

Model Serial # Source CF Cal Due Model Serial # Source V CF Cal Due

2,2,q;Z 0-(-Initial) 6-70 Date (Initial) Date

!-l43C)136 20g - 0

Ro-0 i5-06 R 7-/-07

RCT Name/Signature! RCT Supervisor Name/Signature/Date:
C~w E- rc & 8

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicableWCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page 2- of

Contamination Measurement Information
Circled values indicate Removable P contamination in mrad/hr P.

Removable Total

Description of (dpm/1 00 cm2 ) (dpm/1 00 cm2 )

No' Item or Location _y
C-F C-F C-F C-F

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y(mR/hr) P (mrad/hr) y(mR/hr)
(WO-WC) X CF = DR WCXCF=DR (Wo-WC) X CF = DR WC X CF DR

/~o 4' 1evid IA1 .270 6

,) 1.. 1 e



RADIOLOGICAL SURVEY RECORD (continuation) Page: 3 of
Survey # RSR 1OISS-6-607/

Additional Information
(Drawing, Map, Etc.)

'v<

CPC

4- 4--

WCH-TM-RO06c (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation) Page:1 dOf__
Survey # RSR 100ISS-06-0,07/

Additional Information
(Drawing, Map, Etc.)

)-3

-tt

@ @

-4.

@

WCH-TM-R006c (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation) Page:--6 Of

Survey # RSR 100ISS-06-LV7/

Additional Information
(Drawing, Map, Etc.)

0@

0@

00

0

I(

WCH-TM-ROO6c (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page: of
(continuation) a

Smear Counting Results Survey # RSR- 100[SS-06-i97/

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 a 0.2 .360
DTLLC-0086 ------------------------------------------------- ------- ----- ---- -------------- --

\6/21/2007 .65 .230

Sample Counting Results Final Analysis

No Description of Con. Sample Count Gross CPM Net CPM Removable
Smear Location Type Duration (min.) (dpm 100 cm2)

1 Flo

a0 (2 --- < ,o------

3- 0 -----co -0
2 --- -- --- ----------- ----- ----- ---------- --1----

6 F( 0ott a 0 a

a J
7 7 5 3 4/c'

Py 51 0 <Jco 0

5 6 ---O --- ------- ---- ---- ----- --------- ------ .-O --- ---- ------ -- ? - -- ----

13y 4 ______

a 0 0,,-)

cc 02

1 - ------- ----------- ------- ------- - ------ - - --------P7 -7 14 <:o r

10~ otC 0---l o------

y 59 C </OO >
12----------------------- ---------- ------------------- 0

_ S P <lc- S

13a

14 Floor- a/0;
-- - -- - -- - --- -- -- -- -- -- -- -- -- -- ---_ - -- -- - -- - -- - -- -- - -- - -- -

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page: ; of 9_(continuation)

Smear Counting Results Survey # RSR- 100lSS-06--Oc7/

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 0.2 .360
DTLLC-0086 ------------ --------------------------------- --------------- --- --

6/21/2007 65 .230

Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net CPM (dpm 100 cm 2)

Floor- o

-- ----- --- --Da c -- -------0- -- -- -- --
___ / 7 _ _ _ _ _ _ _ _

28 Flocor

21 0

Floor a0

fPy

- --FP 7o - 1 ---------Ca-(

Floora

-- - - -- - -

otC

13y 79 0,3

P7 F8o9 ,aj3f-
--- a ~ --- -- -- -- -- -- -- -- -- -_ I_ _ _ _ _ _

-- --- --8 ----- ---- --- -----3 ----- --

WCH-TM-ROO6k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page:4- Of__
(continuation)

Smear Counting Results Survey # RSR- 100ISS-06-0?/

Counter Location: Background (cpm) Counter Eff.
SCLL-4-0075 -a0.2 .360
D T L L C -0 08 6-- ---------------------------------------------- ----

62/0765 .230
Sample Counting Results Final Analysis

NoDescription of Con. Sample CountReoalNoSmear Location Type Duration (min.) Gross CPM Net CPM dRemovable)

fPy "-L? 05 q____j_

31 P ( 0 - --- ---- 0 --------- -----

32( ---~. a----------------------

a 0 C0
3 _ _ _ _ _ _ _ _ P __ -- - -- -- - -- -- -- ---- --- - --- - --- - - -- - - -- -- -- -- -- -- -- ---- --

a7- A-

-------------------------------------------------

____ Py

----------------------------------------- -

_ _ _ _ _ _- -- - - - -- - -- - - - - - - - - - - -- - - -- - - - -- -- -- - - - -- - - -- -- - - -- - -- - -- - - -- - - -- - - - -- - - -- --_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
Page__ of9

Type of Survey (check one only) Survey #
0 *Release n Routine - /Work Progress [ Shipment RSR - 16o.s-6 - 06 7The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
10|5 --0> OCI $ 8 - g p Locationoitonii-so -co+ r-- /2OO /7Description R, 6 Oe4# zov~~o~~ -4 X svi.) ~/'

4 C~) 4"n-~xi~ ;~ A~I1 ~
~A (A)j~eiJ \3t~bp c~o~f~L4 ci

____________________ i;ii
All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # 7 -- Sk?-O/ (6

Contamination High Contamination Radiogical i a nCA Area CA Area RBA Buffer Area ARA Radioatiiy Area RMA Materials Area A r RA Hg redatn Hey HaiahnAeT h i-e rAoA rnaAre aD eo R a dia ti e
C Sen inai # Direct M Ra 30 scorrect dM i N Nuons a r sample Cnasiation S ateriaS Meter Reading (mR/r) Dundary Ae (MR/ar) (mRem/lr) AS] Location A Cea

- X----X Area Storage Area

Instruments

Model Serial # Dou CF ata e Model Serial # Source / CF Cal Due

TS7/-2 utirac I (Initial) - Date
2-M641 __ /12 -,7-0 7i2O I2/36 __2-7 -7 / - -PC>~ W- -c:- 123

RCT Name/Signature/Dat RCT Supervisor Name/Si ature/Date:

WCH-TM-R006a (03/15/2006) RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 am anniirahiP

M



RADIOLOGICAL SURVEY RECORD (continuation)
Page Of

Contamination Measurement Information
Circled values indicate Removable P contamination in mrad/hr p

Removable Total

Description of (dpm/100 cm2) (dpm/100 cm 2)

No. Item or Location

a C-F C-F a C-F C-F

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location p mrad/hr) y(mR/hr) (mrad/hr) y(mR/hr)
(WO-WC)XCF=DR WCXCF=DR (WO-WC)XCF=DR WCXCF=DR

,2'Le-IAM 3.60,

0 I _ _ te,_)_4 .



Page: S. Of
RADIOLOGICAL SURVEY RECORD (continuation) Page: # of 1

Survey # RSR 1OQISS-6-O0l3

Additional Information
(Drawing, Map, Etc.)

-J

L
C

c~r~

76

Di

WCH-TM-RO06c (03/15/2006)

k I

W

'7-

'7-

Ole-



RADIOLOGICAL SURVEY RECORD (continuation) Page: of _
Survey # RSR 1001SS-06-0073

Additional Information
(Drawing, Map, Etc.)

f k !)2 4" I
a-

(

(

(I

6 A I i2 N
9jI

0

0z

WCH-TM-R006c (03/15/2006)

a,



R ADIOLOGICAL SURVEY RECORD (continuation) Surey# S1 06 oo7S

Additional Information
(Drawing, Map, Etc.)

o~s' -

1lul

WCH-TM-R006c (03/15/2006)

I
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RADIOLOGICAL SURVEY RECORD Page:_ of
(continuation)

Smear Counting Results Survey # RSR- 100ISS-06-607Z

Counter Location: Background (cpm) Counter Eff.
SCLL4-001 9
DTLLC-0042 ------ ----------------- ------ - -------------------------------- --------------------
12/15/2006 Py 60 .200

Sample Counting Results Final Analysis

No Description of Con. Sample Count GosCMNtPMRemovable
No Smear Location Type Duration (m.) Gross CPM Net CPM (dpm 100 CM)

2--- ------- ----- ----------- ---- -------------- --- --------- - -- ---------1 '/ /P 5

3 Rc1 5e m a -b-- -
5'5104 - - ---- - ----- ----- 7-7-- --------- - ---- ---- ------------- 5 .5- -----------

3 -- --- - ---- ----- ------ - ------- -------- - --------- --- ---- 0 ----- ------ -

P7 .2 3 ci 03 9 65

6 --- -- ~~----- --------- -- --- -q 1 - - - -- ------- --------

7- - - - ---- - - ---- ------- -- ------- --- - - - --- -- -------- - ------------ -

8e'fv -- --- ------ ----- ---- ------- ----- ---- ------- -- --------- --------- --- -------------

7 j7tc2 F? o

__ I&-~

6 - - - - - - - - - - - - ------ -- --- --- ------ ---
_ _ ___ P7 __~c

a 0 ...-

10 --------- - ------------- ----- ------------ -----------------
a

12 2 IO

11 --- -- - - - - - - - - - - - - -- -- ----- --( -- --- --

12 ~~~ ~~~~~~--- - - - - - - - - - - - - - -- - --- ---------- - ---------------

__ P7

1 3 - - - -- - - - - - -- - - - - - - - - -- - - - - - -- - - - --- --

14- --------- - ------- ---- ------ ------- --------

P7 \ )Ile I 'S 2 C6

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page: ~7 of _
(continuation)

Smear Counting Results Survey # RSR- 1001SS-06- 007-3

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 a 0.2 .370
DTLLC-0042 ----- -- ----- ----- -------- -------- - - ------ ----- --- ----------- ------------

12/15/2006 07 60 .200

Sample Counting Results Final Analysis

No Description of Con. Sample Count GosCMNtCMRemovable
No Smear Location Type Duration (mn.) Gross CPM Net CPM (dpm 100 CM)

15 - ---------- --- - ------ ------

16 -- - ------- ------ ----------- -

__ 13  26 10 SD
17 PLtSJ I(OcI

17 1---- -- - -- ---- ----- -- -- -------- ----- ---- ---- ----- ------- ----- -- --- ------
_ _ __ __ _ ~2S3 ._____

18 w4~QIa 0- c---1D
18- ----- ------ - ----- ---------- - ------ -------- ----- ---i ---------------

19 -e 6 -o -- --------------- ----- - --------- ------- 1-- ---- ---------- -- - -- -- -19 -49Jf~~ at I . --- -- --

20T Me-6 Po 29 -6 ~
2---- - ---------- - ------- --------- ------- (-P ----------------- - ------- - -

21 -- -- -21 -- ---- --- ----- - -------- ----------- ------ - ----------- -- -

22 -lee- --- -- ----- ------------ --- -- --- --

24 - - - --- -- -- -- -- -- - -- --- --- --- -- ---- ----- --------- - -- ----------

__ fry 83 0S~
23 3

24 - ------ -------------- ------- --------------- -- - ---- --------- a -3-----------

PY 13 1_53_-

27 ------ -- ------------- ------- ----------- ------- ---- - - - --- -- - - - -----------

P7 73 65 0

26ga00

a 00

27 -- - ---- ---- ---- --------- ----- ----------- ------ -- ---------- -------- - ---------- - - - -_y 83 23 _6_

aLoc Co, ccI 3.8 it) 3
28-- 7 -- - - -- -- -- - 2 - -- - -- - -1z -- -- -- -- -- 0 - -- -- --

WCH-TM-RO06k (03/15/2006)

I



RADIOLOGICAL SURVEY RECORD Page: of
(continuation)

Smear Counting Results Survey # RSR- 1 00SS-06-&73

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 U 0.2 .370
DTLLC-0042 ------- ---- ---- ---- - -- ------------------------------
12/15/2006 Py 60 .200

Sample Counting Results Final Analysis
No Description of Con. Sample Count GosPMNtCMRemovable

No Smear Location Type Duration (mi.) Gross CPM Net CPM (dpm 100 cm2 )

H-1adroJ c ae2
II 6 C

RLI Psye- a

P7 231

on3r 1- Rp P7 DUe44 4 J av o77o
_ ne W ___ 0 0

' Rc a 3,8 /6-3

3 3 - --- ----------- ----- --- ---------------- ------ ---- - - ------- -------

Wi 73 13 15-

P" O s ,o -0,0 l 7

aO 0

3 h be t, 7ct ps- 75-

I2( o - - - -- ------- -- ---- -------0 -- -- ----- --_y 6 _ _ _ 0

aX 0, 0e.-

a be2

ay 5 0 0

WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page:_( of _
(continuation)

Smear Counting Results Survey # RSR- 100ISS-06- 73

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 0.2 .370
DTLLC-0042 ---- ---------------- -- ----- - ------ ---- --- -------- --- -----

12/15/2006 1_y7 60 .200

Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net CPM (dpm 100 cm 2)

S I/ 75 ____'___~

I r od a 0

a C

a 0 0
f ( y 0 ----

t? Q 6oPy5

070
---------- -------------

-- 7 ----

--a C - ------ -- ----------------------------------

fPy _______ _ _ _ _ _ _ _ _______

WCH-TM-ROO6k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
Page 1 of

Type of Survey (check one only) Survey #
f *Release E Routine NA | Work Progress E Shipment RSR- 1001SS-06-0078
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
100ISS-06-001/04 8/21/06 1630 10ON
Description
105N Riuht inner rod room -first floor

This survey was performed to provide initial data from the right inner rod room. Smears and dose rates were taken
throughout the area. Smear results are found on page 3. Dose rate results and smear locations are found on the drawing
on page 4.

Locations of air samples are found on the attached drawing

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # >A-04-SR-01/5

contamination High contamination Radiological Airborne Radioactive Radiation High Radiation R Very highCA Area HCA Area RBA Buffer Area ARA Radioactivity Area RMA Materials Area RA Area HRA Area VHRA Ra5Li6n Area

C Technical Large Area contact General Area Dose Radiological Micro R N soil Radioactiveme I Wie#c udr Direct M Lag ra _ Rates =Uncorrected cr m etns Air Sampleaiai SISme Wipe 30c R r Boundary (pR/hr) N (mRenAr) [AS] Locati SCA contamination RMSA straoilMeerRedn mRh) AS octinArea Storage Area

Instruments

Model Serial # Source / CF Cal Due Model Serial # Source / CF Cal Due
(Initial) Date (Ini ial) Date

RCT Na /Signature/Date: RCT Supervisor Name/Signature/Date:

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicableWCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page 2 of

Contamination Measurement Information
Circled values indicate Removable 3 contamination in mrad/hr p

Removable Total

Description of (dpm/1 00 cm2) (dpm/1 00 cm2)
No. Item or Location

C-F C-F C-F C-F

- _-A

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (m rad/hr) y(mR/hr) p (mrad/hr) y(mR/hr)

(WO-WC) X CF= DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

WCH-TM-R006a (03-15-2006)



RADIOLOGICAL SURVEY RECORD Page: 3 of
(continuation)

Smear Counting, Results Survey # RSR- 100ISS-06-00O

Counter Location: Background (cpm) Counter Eff.
SCLL4-0075 a 0.2 .360
DTLLC-0086 - ------ ------------------------ ---------- ----- -- --- --- ------------ ---------- --

\6/21/2007 Py 65 .230

Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net CPM (dpm 100 cm2)

1- 
------ ---- -

7 R&E cns G ~7A/ a0

S------9 -- f-- - - ----- - - ---- --- - ----------- --- -- ------- -- --0_ / 3 /

1t -- 2

07 /30

7R-, -ecw 60")we 3cc9--

3 -- -- ---- ae- -- ---- ---< - 0 ------
P57A 9 1 ,

10X

12/2 5(X5 61
8_ --- ---- ------ ---- -- ---- _ _ ---------8 -- ---- --- -- - - -- - - -

P72a 70 &,)

WCH-TM-ROO6k (03/15/2006)



Page:_ of 
RADIOLOGICAL SURVEY RECORD (continuation) Survey # RSR-100ISS-06-0078

Additional Information
(Drawing, Map, Etc.)

70.0 y Taken at
bottom of pit via
teletector

50.0 Grating 50.07

( D -(D~

Open pit

AIR-I 00ISS-Od-0042

3.Oy

Instrument line console

Drain

<0.5

[ASj

Building 105N - 1st floor right
inner rod room

WCH-TM-RO06c (03-15-2006)

3.0 y
5.Oy

5.07

<0.5 7

Sample AIR-I00iss-06-0043 taken in outer
rod room

@



RADIOLOGICAL SURVEY RECORD

Type of Survey (check one only) Survey #
El *Release El Routine Al/1A J-Work Progress El Shipment RSR - l1))5S -66 -56J&/
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
/OOISS-O6 -65 /Y 11 Sz i30 m

Description pO

I.a-1 re 2  1A0 149a Co
I.-~f~e~~ 'V vT 'er~ eAA ,rJ R~e( I mecii

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # TA -04-Conamnation [iA High Contamination diogc AbCA Area -IA Area ABA Buffer Area ARA Radioactivt Area RMA Materas Ara 1A ra n-RA Hihraatlon HRA Radiation Area

S eic al , ore Large Area cotc e3a djological Micro Rem Neutrons Ai apesoil Radioactive
Wipe 3CM Mt r~edgm/r oundary A (pR/hr) (mRem/hr) AS] Location SCA ntmntnRMA aera

LM Meer Re..ng-X--Xr Area Storage Area

Instruments

Model Serial # Source / CF Cal Due Model Serial # Source CF CaDue
________ (Initial) - Date Modelal SeilDore/ C atDe

£O-26 /32/ J/__07
T22- Z O/ 6 /J0 2 -77_ _

RC nSige RCT Supervisor Name/Signature/Date:

____ ____ ____ ____ ____ ____ ____ tA, - -

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicable
WCH-TM-RO06a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page 2.of3_

Contamination Measurement Information
Circled values indicate Removable P contamination in mrad/hr p

Removable Total

Description of (dpm/1 00 cm2 ) (dpm/1 00 cm2 )

No. Item or Location 7
I C-F C-F a C-F C-F

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location (mrad/hr) y(mR/hr) (mrad/hr) y(mR/hr)
(wo-wC) X CF = DR WCXCF=DR (WO-WC) X CF = DR WC X CF = DR

WCH-TM-RO06a (03115/2006)



RADIOLOGICAL SURVEY RECORD Page:c3  of _3

(continuation)
Smear Counting Results Survey # RSR- 1001SS-06-&IV

Counter Location: Background (cpm) Counter Eff.
SCLL4-0071 cX 0.08 .360
DTLL6-0083 --- - ----- --- ---------------------- ---- -- ---------------- ---

3/8/2007 07 63 .220

Sample Counting Results Final Analysis

No Description of Con. Sample Count GosCMNtPMRemovable
No Smear Location Type Duratin (m.) Gross CPM Net CPM (dpm 100 CM)

(X -3 2.3

_- _ _ _ _ I OC ,7 2 & 3

_ ds7 .16
P7 / 79 /3 s-t

-- -- --- ----- ----2 --------1-,-q 7 -- -- --- -- -Py r,,8\; 0

6 -
P7 76 7

P7 67 f

Pe U )0

p4 $ -

------------I ---------- -----------I --------------

_ _ _ - - -- - - -- - - - -- - - - - -- - - - -- - -- - -- - - - -- - - --_- - - -- - -- - - -- - - -- - - -- - -- - - - -- - - -- - - -

'0,- 1hwor cI 4rl al iA)ka) cdtx+ (
WCH-TM-ROO6k (03/15/2006)

1jLo &Z



RADIOLOGICAL SURVEY RECORD
Page 1 of 8

Type of Survey (check one only) Survey #

1 *Release r Routine _ _ 1A_ Work Progress Fi Shipment RSR- 1001SS-06-0086
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
1001SS-06-001/04 18/23/06 11600 10ON
Description
Left Inner Rod Room Rad Survey

Radiation and Contamination Survey of the Left Inner Rod Room inside 105N.
Area Posted HRA/ARA/CA Due to unknown conditions entered area in Two pair of anti C's and

PAPR per RCS. Found one localized area in catch basin on 1st level of inner Rod Room with HCA
levels, smear # 7.

SEE MAP FOR DETAILS

Instruments used R020 1506 CDD 7-21-06

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment # TA-04-SR-01/5

contamination High Contamination Radiological Airborne Radioactive Radiation High Radiation Very High
CA Area HCA Area RBA Buffer Area ,ARA Radioactivity Area RMA Materials Area RA Area 1HRA Area VHRA Radiation Area

Technical M LargeArea Contact General Area Dose Radiological A cr soil Radioactive
O Tay # irec M la Ara 30crnRates =Uncorrected Bondr A ro Re Nem"utrn Ar Saple SContaminationRMA atraSerI#Dret Wipe Mete Redn Bm~h)oundary A fr~ N (mflem/br) [AS] Location SCA cnaitonRMSA material

m Meter Reading (mR/hr) I Area Storage Area

Instruments

Model Serial # Source V CF Cal Due
(initial Date (Initial) Date

Electra/DP6 0001/0049 20 5-31-07 2929 147743 2.7 12-15-06

PAM 0215/0540 6.7 7-20-07 43-10-1 170381 5 6-21-07

RCT Name/Signature/Date: RCT Supervisor Name/Signature/Date:
BRANDON HAMILT 7 "

CHUCK OREM ".

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicableWCH-TMV-R 006a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation)
Page 2 of 8

Contamination Measurement Information
Circled values indicate Removable P contamination in mrad/hr P

Removable Total

Description of (dpm/1 00 cm 2 ) (dpm/100 cm 2)
No. Item or Location

C C-F C-F C-F C-F

0 Smear #7 catch basin 1st level 94 6.7 422k 20 NA NA NA NA

NA

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y(mR/hr) p (mrad/hr) y (mR/hr)
(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

1 st Level NA 50 NA 10

2n Level NA 110 NA 20

2nd level NA 20 NA 5

3rd level NA 30 NA 15

3rd level NA 7 NA 3

NA3 

WCH-TM-RO06a (03-15-2006)



Page:_3 of
ERC RADIOLOGICAL SURVEY RECORD (continuation) Survey # RSR- /o2sf o/- 0014

Additional Information
(Drawing, Map, Etc.)

/s4 Le.j*, 1-eAC Xitj#W:A 6aofo

0

G

0D

Q-.0,p 0 0

0

0

BHl-TM-R006c (10/97)

lb b

0" oo -N



Page: V of
ERC RADIOLOGICAL SURVEY RECORD (continuation) Survey # RSR- loozs)-cr -

Additional Information
(Drawing, Map, Etc.)

Z-ft3i CCV61 L-eFt XNNEThJ6 A~ iA.ooMA

@A

'12

jg@

BHI-TM-R006c (10/97)



ERC RADIOLOGICAL SURVEY RECORD (continuation) Pg:o
Survey #RSR-/%5--08

Additional Information
(Drawing, Map, Etc.)

3Ab -t Lejj L4r+ xw~s. vAoa e-o

33

173-

__ bb H0 &

BHI-TM-ROO6c (10/97)



RADIOLOGICAL SURVEY RECORD Page: ( of S
(continuation)

Smear Counting Results Survey # RSR- 1001SS-06- ooj-,

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 ( 0.2 .370
DTLLC-0042 ---------------- ---------------- ---- - -- - ----------------------

12115/2006 py - 60 .200

Sample Counting Results Final Analysis

No Description of Con. Sample Count Gross CPM Net CPM Removable
Smear Location Type Duration (min.) (dpm 100 cm2)

1-- --- --- ------ ------ - - - --- - ------- --------------

se5 a 0ei AP P K 7 I&7 213T-
2 -- 6 ------

3 - - - ------- ---- -- ---- -- -- -! --- - --- ------ ------ -- - ---- --------
3 cc 2.8 .

P7 651 -T 2 5~

_ _ 323 2 -3 - /

5 - - ------- ----------- ---- - ---- ------- ----- ---- ---------- --- -- -0 ------ - - --

a 000

7- - -- ------- ------- -- -------------~ -~------- ----- -- ------- - ---- -------P7 / 4/ -76q

7 ----- - - - - - -- --- -- ---- ------ -- --- ---------- - - - - - -

18 - ( - - - -- - ----- - -- --- ----------- ---- i ------------ ---- ---i l ------- - --

6 g to, 0Azf-17 67

aC 0 o

10 2 % ----/---

11 -- -- --- -- ------ 2 -- -------- -- 2 - ---------- -- ---- -- - - --- -

-- --- --- -4 1 2 -- ------3 -" 2 ---- --- --- -- -

14 -- ---- I----- -- ---- ----- - ----- --- ---- -- ---- -- - ------- -0 1 ---- ----

151 7847.8

__~P ____ Y3)__2 2871

14, 7 a e /. d'
WCH-TM-RO06k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page:_1 of
(continuation)

Smear Counting Results Survey # RSR- 100lSS-06- 001,

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 ( 0.2 .370
DTLLC-0042 ---- ---------------------- ---------- --------------------- --- ---

12/15/2006 rPy 60 .200

Sample Counting Results Final Analysis

No Description of Con. Sample Count Gross CPM Net CPM Removable
Smear Location Type Duration (min.) (dpm 100 cm 2)

15 --- ------- -- -- -------- ----- 0 ----------- ----- -0 --------------- - --- - --- ----- - -__ SEoE(Ar%S OAJ AAP P J 17 0'~ ~

16 - ------ 2 -- ----------------- -------- ------- 4 . - ---

17 3 4ZU19

1 8 --- ------- ----- -------- ----- -- --------- - - - --- -- --- - - --- -

fpy TE Lto&18 ---( ----------- ----- ----- ------ ----------- - --S 1 - --- ------------ - -3

cx 27 I,2 A t4/,319 - - -- - ,

20 --- -------- -------- ------ ------ .- - - -
7 Alo8 -3 179 Q

22 22

24 --- -- - - -- - - ------- ---- --------- ------ ----------------- - - - - - -
07 2

Py ZZ3 163 816

25 --- -- - ----- ------- --- ------ -- - --- -- - - - -- --- --- -- -- --- -- -----------P_ __7 __-(_ 1 q70

h 12q 620
27 --- - -------- -- -- 1-- - - -- - - - ------- - - ------

7Py j77Z 4 7 2 356
28 -- C a- -- ------: ----- --- -- ------- ---0 -- -----

______h__ 16 UZ. L-

WCH-TM-ROO6k (03/15/2006)



RADIOLOGICAL SURVEY RECORD Page:g3 of_
(continuation)

Smear Counting Results Survey # RSR- 100 1 S-06- e6,

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 9..7
D T L L C -0 04 2-- ---------------------------------------------- ----

12/15/2006 P 0.0
Sample Counting Results Final Analysis

Description of Con. Sample Count Removable
No Smear Location Type Duration (min.) Gross CPM Net CPM (dpm 100 cm2)

ftV dW 70 NO

a

fry

a
____ ________---------------------------____---------------------_

---71 -------- /_----------------

cc

__ _ __ __ __ _ __ __ __ __ ry __ __ __ __ _ __ __ __ __ _

z a 1 - --------------------- -----------------------

____ fr~~~~y_____________ ___

____fry ____ ____ _____0_

---Px

__ __ _ __ __ _ __ __ _ __ fy __ _ __ __ _ __ _ __ __ _ __ _ _ __ __ _ __ _ _ __ _ __ __ _ __ _

WCH-TM-ROO6k (03/15/2006)



RADIOLOGICAL SURVEY RECORD
4. Page ! of 5

Type of Survey (check one only) Survey #
0 *Release E Routine / ,4Work Progress E Shipment RSR - 100 ISS . WOL.0 i
* The potential for internal contamination was evaluated.

RWP # / Rev. # Date Time Location Code
\ b0lS--0( . -061 | 4310( o 0-3 166N

Description

i(V or.d~ Pcll I

s0 76Q C |}

6.9( Qe

All radiation readings are y dose rates in units of mR/hr unless otherwise indicated. Technical Assessment #-,9 .c1- zR-l .s-
Contamination High Contamination Radiological Airbome High Radiaton,A Area 6lCA Area RBA Buffer Area ARA Radioactivity Area MA Mares a A Area RAH A iO A

r- eaRadiato Aea
DTechnical Large Area Contact General Area Dose adiological Mcr g Rems Sample Soli RadioactiveDietA-Rts=noretd -ArSml Area Storage AraWipe 3o cr Meter Readcng t oundary (pR/hr) N-(mRem/hr) AS] Location CA Contamination RMSA Material

Instruments

Model Serial # Initial F Date Model Serial 6ource CF

RC-5 /.5O(/ r5J1n 
ol 

7(e

RCT Name/Signature/Date: RCT Supervisor Name/Signature/Date:

RON CUE VAS

RSR completed in accordance with RC-200-4.2, RC-200-4.3, and/or RC-200-4.4 as applicable

Ver Hig

WCH-TM-RO6a (03/15/2006)



RADIOLOGICAL SURVEY RECORD (continuation) Page 2 of

Contamination Measurement Information
Circled values indicate Removable 0 contamination in mrad/hr p

Removable Total

Description of (dpm/100 cm2 ) (dpm/100 cm2 )

No. Item or Location
C-F P7 C-F C-F C-F

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y (mR/hr) P (mrad/hr) 'y(mR/hr)
(WO-WC) X CF = DR WC X CF =DR (WO-WC) X CF =DR WC X CF =DR

WCH-TM-RO06a (03/15/2006)



WCH-TM-RO06k (03/15/2006)

RADIOLOGICAL SURVEY RECORD Page:3 of .3
(continuation)

Smear Counting Results Survey # RSR- 100ISS-06-0/6 f

Counter Location: Background (cpm) Counter Eff.
SCLL4-0019 0.2 .370
DTLLC-0042 ------- ------ ------ - -- --------------- ---- ---------------------- ---------

12/15/2006 py 60 .200

Sample Counting Results Final Analysis

No Description of Con. Sample Count GosCMNtPMRemovable
No Smear Location Type Duration (mn.) Gross CPM Net CPM (dpm 100 cm2 )

a1 cx_ / 31-- - --- -------- ------------- I ------ ----------- - - ----- --------

2 - -- - - --- 3 -

4 --- -- ---------- ------------------------- ------------------------- ------------

5 --- -- --------------- - - - -- - ----- --- -- ---- ----------- -- -- - ---------

U) 94 3 41 ~

11 --- -- -------- ----- --- -- ----- - - --- - ----------- ----------- ---- - --- -------------

12 ------- - - - - - - - - - - - - - - - - - - -

0 7 ------- - ----- -- ----- - ----- ------ - - - -(t - --- - --- -- ----- - -------- ------

14 ----- - - --- -------- - ------- --------- ---------------------- - - - -- -- -- -- --

/~/.$ 0df a 6)

axc
9i --------

Dx -7
6a

ax IA/ J -13- -- --- -- --- ---- - ---- ---

~P

14------------------------------- ------------------------ ------



RADIOLOGICAL SURVEY RECORD
Page 1 of 3

Type of Survey (if release, no other boxes can be checked) [~ Release Survey #

Z Routine D1, W2, W4, W15 @ Work Progress E~1 Shipment RSR-100ISS-08-0615
RWP # / Rev. # Date Time Location
1001SS-08-003/ 01 10-08-2008 1515 10ON

Description
105N Rnnm 17f) I eft Of tpr Rod Room
References: (e.g. SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07/ 5
Room 170 Left Outer Rod Room Survey with Routines

(Only main floor is depicted for clarity.)

HRA . - - - - - - -. . . C

2 M
Survey was performed to

RSA anter the CA and remove wall. .-.--- . ...... . -. . .. . . . . y . . . .. . . . . . . .- . ..... 2.plugs on the 8 foot level of

CAthe ter rod room wall.
CA Plugs (see page 3), will ber 1] removed to accommodate

Smears numbered 9 and 10 were HEPA exhauster flow duringtaken on 0 fool level inner rod room # btmn ctvte.Ti
1 [ nafot enerod oWall penetrations on the +8 plugs, approximately 8"

foot level. (See diagrams on lz=> diameter and 18" long were
pae 3.) surveyed upon removal, and

1 Smears numbered 11. 12 & 13 weres : n fixed or r oaled
taken on 8 foot level inner rod room on the plugs or Inside the

1 wall Denetrationsa les.
___Routine surveys were then

Smears numbered 14 and 15 were level encompassing tle following
taken on 16 foot level inner rod DI Daily SOP Contaminationroom wall nenetratlons Survey

W2 & WA RBA Contamination
and CA Boundary

Contamination Swvey,
WIS Active CA

Contamination Survey.
Room 171 Room 170 U No fixed or removable

contamination was found.

Contamnination Hlighl Raioogca Aufe LO et Ai Sa R aaat Radiation ai-uh er Raitho
CA Area HCA Contamination RBA A e ARA Rad oac t [AS} RM n R RA e HRA RaVahon VHRA Radaion

Area Area Otil Ma e Area Area

Gene'ai Area Dose All radiation readings are y dose Cort Ni.& V Pe Soil Padlogicai
T t M Transferab Wt. Reading tates in units of mR/hr unless -c- N amRenh A (uiriJr SCA Conianirtion Bundary

(rrRihr) otherwise indicated Area -.

Instruments
Cal Due Cal Due

Model ID # Date Model ID # Date

L-2360/43-93 SCLL8-0076/DTLLP-0177 02-20-2009 NA NA NA

L-2360/43-93 SCLL8-0077/DTLLP-0178 05-09-2009 NA NA NA

NA NA NA NA NA NA

RCT Name/Signature/Date: RCT Supervisor Name/Signature/Date:
D.L. Poteet/ .. eZ /10-08-2008

GL. Eppling/ q /10-08-2008

WCH-TM-RO06a (11/28/2007) RCT sigrnature indicates instruments checked 1AW RC-300-2.1



RADIOLOGICAL SURVEY RECORD Page: 2 of 3

Survey # RSR -100SS-08-0615

Contamination Measurement Information
Circled values indicate Removable p contamination in mrad/hr D

Removable Total

No. Description of (dpm/100 cm 2) (dpm/100 cm 2)
Item or Location a V-p a-a C-F P-7 C-F a C-F C-F

G All Smear Survey Locations < 20 7 < 1,000 20 NA NA NA NA

M, # All LAW's and Direct Surveys NA NA < 1,000 20 < 500 7 < 5,000 20

N

A

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF DR WC X CF DR (WO-WC) X CF DR WC X CF DR

N

A

WCH-TM-RO06a (11/28/2007)



Page: 3 of 3
RADIOLOGICAL SURVEY RECORD (continuation)

Survey # RSR-100ISS-08-0615

Additional Information
(Drawing, Map, Etc.)

Continuation of Room 170 Left Outer Rod Room

Survey of Plugs Removed from ORR Walls, (X3)

M, #

M, #

M, #

------- ,

MM #

j \

WCH-TM-RO06c (03/15/2006)



RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
[ Routine NA 2 Work Progress RSR -100ISS-10-0326

RWP # / Rev. # Date Time Location
NA 04-13-2010 11045 1OON

Description: Survey for Closure of Rooms 7,8,& 9, "R" Elevator Shaft

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 1(&.~1

Survey of -16 Foot Level of 105N, Rooms 7,8 & 9, and Stairwell 6 to the "Rt"
Elevator Shaft

A survey was performed as Indicated below of the rooms as described below just prior to sealing the
access to the room from the exterior. All, rooms and areas are posted RMA. No removable

contamination was found.

RAD 0ran Une

Roo 9 G) ~~C usticEeao

S t e u k i e I M t f

letriuffuri
M

F-I1 ;

E0 n enoS
Ioo Rom

C na m ina on aHinah B Radiological Buffer AR Airbom Sml Radioactive Radfiaonj High Very High

CA Area HCa ation RBA ra rARA Rdioaitivty [AS] Latm'" RMA Mateea RA ra nHRA Rad VHRA Radt
Ara Area Area LoaIo Maeas Area Area HA Rdain VR aito

General Area Dose All radiation readings are y dose Cont.ct Soil RadiologcalTehia MeageAeaR ter Redng raete s inuiso Rhruls 0m N eueedi Mir Areems-e S 'ea r M Direc T Transferabi Ra =Uc reednits of mR/hr unless N A SCA contamination Boundary
(mRs/hr) otherwise indicated

Instruments

Model ID # CaDaue Model ID # Cal Due

L-2224-3/DP-6 SCLLB01D78/DTNE2-0138 07-06-10 NA NA NA

L-2224-3/DP-6 SCLLB-0164/DTNE2-0012 07-06-10 NA NA NA

NA NA NA NA NA NA

RCT Name/Signature/Date: RCT Supervisor Name/S* ature/Date:
G .L M OEg--

G.L. Eppling /04-13-2010 *to

WCH-TM-ROO~~~a (0/0/09 RO inaueini 6eismnts cekdlWR-0-.
WCH-TM-RO06a (06/30/2009) RCT signature indi ts e instruments checked IAW RC-300-2.-1



RADIOLOGICAL SURVEY RECORD Page: 2 of 2

Survey# RSR -100ISS-10-0326

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr 1

Removable Total
Description of (dpm/1(0 cm 2) (dpm/100 cm 2)

No. Item or Location aa C-Y 1 -y
C-F C-F C-F C-F

0 All Smears < 20 7 < 1,000 10 NA NA NA NA

M All Large Area Wipes NA NA < 1,000 10 NA NA NA NA

N

A

Unless stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-1 07,
Eu-1 55) contamination levels are s 10 times the P-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

N

A

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page / of 2.

Type of Survey Survey #

[Routine bi q/2, AV4 4,'" w3 Es ' [gWork Progress RSR - 'oor.55 - io- e5'z 7

RWP # /Rev. # Date Time Location
/ -04-/'3 -zo/

Description / - CLEAAI UP

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

-- -4-e7- .Z- o 7 KFv.

SUEb To pO.L.Fi:LL lEQOIREi.EA/ t 4" PDog E~--M

:,MAA01 rvrr DV~K~N AlI f- I -At

K a AMoj\ AM

4n 0. ee t, 0"7. 6 tsu. PM com -T o iiD

0 -0 0

C DE <o sC(c 0 0 C

4r-J 0 o~Io
-A

5rArAE

FiLE PF bESIKIS To SE JCF~evFC CA -.. A t~~1-: BACk TO 1*11 t*PC

Cntarronerfion Hih ado alArbm H! Very g

CA A HCACnanator RBA Radidogca ur ARA Radoa dvity [AS] AJsI RMA a.. RA Radation HRA Ra atian VHRA Radiabon
Area AreaArea I Are I Locatin M ates Area AreaAra Ire

Areara AraAel adainraigsaeyds a ilre

0 a ' # Dret M L T Transferab "ates Ure Ag rates in units of m hr unless 30cm N A SCA contaminatti c

0 S . wpe (mR hr) otherwise indicated A ea. O ft-

Instruments
Cal Due Model ID # Due

Model ID# Date Date

zzz/q- Ps> c'is /o/oZ --. ZJ - oo UMbEx 40/--9 04/ oz-o57-zto'

-o I02-94- aoq ,V6

RCT Name/Signature at RCT upervisor Name/Signature/Date:
J*A. 4ro&- /e' ./ f/f

PCWB. Z_ __ _ __L%_ _ __ __ _ __ _ __ _

RCT si ture in portable instruments checked lAW RC-300-2.1
WCH-TM-RO06a 087 9)



RADIOLOGICAL SURVEY RECORD Page:Z of Z
Survey # RSR - /0o.55-- /v - 3z7

Contamination Measurement Information'
Circled values indicate Removable p contamination in mrad/hr p

Removable Total

No. Description of (dpm/l 00 cm 2) (dpnl1 00 cm2)
Item or Location a a 0-f aC-0-y

C-F C-F C-F C-F

TD-o F SIs b 1r$ 7 14k. C. A. ,4/

LJJ-W Asf $M44,b book$

00 , -7-e1

# 0AL DIZECT REAoo~ 7 /0

Unless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-155) contamination levels are 5 10 times the P-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location 0 (mrad/hr) y (mR/hr) 0 (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WC X CF =DR (WO-WC) X CF =DR WCXCF=DR

WCH-TM-R006a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #

Routine D1,W2,W4,W15 0 Work Progress RSR - 1 001SS-1 0-0697

RWP # / Rev. # Date Time Location
1001SS-10-001 rev.00 07/27/2010 1600 100N/109N

Description
Final cleanup and closure of rooms 103,104,105 and 106
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 Rev. 7

Lead blankets covering piping on hoor
HCA

Room 105 Room 106

Room 103Q

[AS]

CACA

CA

RBA RAikr fIoo" Co$vte* 4o

'-- -)---X------)&--?.--- ~.-----X-

# AIR1001SS-10- 0650 (Work Area sample) moved within 6 ft. of work being performed. Trash

removed from rooms and placed in ERFD can on the south side of 109N.

Cotriain High P.40 age Arome Ko a M ~ah~t ~ caiu ih Very High

CA n HCAcoantanaanr RBA a ffer ARA Ractvity [AS] RMA RA Rtd
AmArea Area LORI HRAr~ Am: Area X. RAaria~

-Geheral Ar IOos AD radiation readings are y dose coniact soa Raddiogical

oTedW # fet na A T Transterabi Rates -=unorreted rates In units of mRthr unless 3crm N A SCA contamination Bowdary
(mnftrr) otherwise indicated

Instruments

Mode ID#Cal Due MdlI#Cal Due
Modl I #Date Moe D#Date

2360/ 43-93 SCLLB-0075 / DTLLP-0176 02/20/2011

A

ROT Name/Signatu a: RCT Supervisor Name/Signature/Date:
J. A. Powell 07/27/2010 Afo#j~

WO)t-T-RO~a O'~3O/.§~ RO sinatr~idi'14 tbl ntrumntcecedlA -6 02.
WCH-TM-RO06a (4/30/2 0 RCT signatur ortable instrumnents checked IAW RC-300-2.1



RADIOLOGICAL SURVEY RECORD Page: 2 of 2

Survey # RSR - 100ISS-10-0697

Contamination Measurement Information'
Circled values indicate Removable 0 contamination in mrad/hr p

Removable Total

No Description of (dpm/100 cm 2) (dpml100 cm 2)
N Item or Location aa -Y ay

C-F C-F C-F C-F

0 All smears <20 7 <1,000 10 NA NA NA NA

N

A

Unless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-155) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y(mFRhr) 0 (mrad/hr) y(mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

N

A

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
Routine @ Work Progress RSR -1001SS-1_0- _7_-

RWP # / Rev. # Date 8/4/10 Time 1025 Location
N/A 1 ON

Description
9urvAv nf Rnnmq in 1 OPN
References: (e.g., SATA, ASER, LASER, RSP, Work Package)

TA-07-SR-07-7

Perform Work Progress Survey in Rooms 208, 307, and Stairwell 7 inside the 109N Building. Performed tech smears
and directs. No Contamination was found.

Was unable to survey above 8' in any of the rooms.

These areas were entered for workers to clean up area prior to door being sealed shut for cocooning.

Area is posted RMA

contamination High Radiological Buffer ARA Rairo vity Sa mple Radattionr Hreh Ar V er y HigC Ara #HCA Contamintion rBA Area IRadivrty1  [S atner i Ns A R adi tion IVHRA Radiation
Area IArea I~ ~ IRARdociv AAe Area Area

Techniral e ~~~tJ I Tran General Area Dose All radiation readings ar d e CntcSol RdogaTeh ic Direct M LreAe Rates =Uncorrected I ae nuiso m /ruls eulrorsMkoReSma Wip TTasferable Mer unalens Mtu F, ~e SCA Contamination Boundary
(mR/hr) otherwise indicated Area x---

Instruments

Model ID # Cal Due Cal Due
M__de _ _D_ #Date Model ID # Date

2360/43-93 0075/0176 2/20/11 NA NA NA

N/A N/A N/A NA NA NA

N/A N/A N/A NA NA NA

RCT Name/Signature/Date: RCT Supervisor Nam i nature/Date:
Debbie Poteet p "8/4/10 /4

.... ( //..n . ,z 8ta ie - -
WCH-TM-RO06a (06/30/2009) RCT signat t7 ini t able instruments checked lAW RC-300-2.1



RADIOLOGICAL SURVEY RECORD Page: 2 of 2

Survey # RSR -1001SS-10-0 2-<'

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr P

Removable Total
Description of (dpm/100 cm 2 ) (dpm/100 cm2)

No. Item or Location aa 1- a I-7
C-F C-F C-F C-F

0,# All Smears and Directs < 20 7 < 1,000 10 <500 7 <5000 10

U7Jniess stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-155) contamination levels are s 10 times the'p-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location 0 (mrad/hr) y (mR/hr) 1 (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WCXCF=DR (WO-WC) X CF = DR WCXCF=DR

N

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page / of 2

Type of Survey Survey #
[Jh outine b, '"6, J J ELWork Progress RSR - o0 - to-',$

RWP # / Rev. # Date Time Location
/poas..../0 - 0,0r 0 /el I / 7t-1 -! -1 O IV/A

Description l - 7 CeA&r uP P&e/.S OE61O'4A

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

7~f-s7- R-e7 'EV. 07

CC.R1 Dear).

4aiELb DORS

K&A

-- rikE RICA W411 -C-5CI

boWu PbovrEb 4
T-hE A/ARA WA5,
Lowamro%.rc6 %Aci.. 2x so ®

'T-KE KC OA 3,7 bcooit.. .W-- le-r-
-C4zPe0A.Ro b IMa -rgAEA AarP

L43A5, rVo m14 Tv' 1'E-Rp~L~p0A

Contaminato High Rdoloica ufe AR Radro ev AirSangIe Rdioactive RadiatRo High I Very High~ja atrilstire RA Arafi HRA Radiation IVHRA RadiatioCA Ar"eaation JHCA Contamiation RBA readiclBfe R a [AS) Loa RMA Maeil Aea RA Nee onnHAR o HAR
Area Area InArea Area

General Area Dose All radiation readings are y dos contact soil Radiological
T icl #Dir wipM e rTTanfrb Reaci 'd atesi Unt O R/ruleS N m7= A ",", .,,SCA Contamination BoundarySfa ase i meer eadn " ai mAea X-.x---X(mR/hr) otherwise indicated Areex-x-

Instruments
Cal Due Cal Due

Model ID # Date Model ID # Date

23o /15-9 607 /0/ 79 :'-10-zo// N /A
2 360q3- 075 A 77So7/ t-ZO-2ot) N /A

R ro - 2.O (D - 2401.1 r I l

RCT Name/Sin tur te RCT Supervisor Na ignature te

P o~~

NCH-TM-RO06a (06/30/2009) dCT signature indicat ~ ponIle checked 1AW RC-300-2.1



RADIOLOGICAL SURVEY RECORD Page: Z of Z
Survey # RSR - /00rS S- /O - 097O

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr 3

Removable Total

No. Description of (dpm/1 O cm 2 ) (dpm/100 cm 2)
Item or Location a V-y a -y

I C-F C-F C-F C-F

Q MI p 'JpE VET bUeT- .2 C 7 o- k./A -- O

O FLOOK. kU FXON1 r OFA ____

o 11~ _t-OL c'fle-TCI 7 to NOp/A - -

Unless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-1 55) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location 0 (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WCXCF=DR (WO-WC) X CF = DR WCXCF=DR

7 or~i Ar vF~rs c-E P P,6 -x 7 2 5- - o) X 5 C x I * C-

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 2

Type of Survey Survey #
0 Routine DI 0 Work Progress RSR - 1 001SS-1 0-0986
RWP # / Rev. # Date Time Location

100ISS-10-002 Rev.00 10/19/2010 1600 100N/105N

Descripton
-21ft. elevation south end of FPT access tunnel.
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 Rev. 7

1I.5 R/200m'l . ....... Dose rate taken with model

4 X78 extender for Information
icX only on hot spot Xft high

I HRA overhead on 12"pipe.
~f

Lapel used in Luof air sample # AIR IOOISS-10-0862

SMeta) ventilation
() 24 )c grafng

Butterfly valve in
closed position 6
chain fink fence
covering valve

HRAICA 1 57

I ;HK1 7 E - Is u p r

T 2 CA-RA
r 2.0 SO

RBA T

CA ot HCACawnta RA Raddiogical Buffe ARA Radi [AS RMA diacti Radation HRA High Very High

Areaio Iaejl Area W-- Ae aeGeneralAreaDose Al radiation readings are y dose c-tct Radgical
Smea Meer T a,- , rates in units of mRlhr unless 30 N "SCA c nination 0o-1ay

otherwise Indicated

Instruments

Model ID# CalD Model ID# Cal Due
Date Moe D#Date

RO-20 ICEB4-1282 02/26/2011 Model 78 XELL2-0012 01/12/2011

2360 / 43-93 SCLL8-0082 / DTLLP-0183 06/24/2011 NA NA NA

NA NA NA NA NA NA

RCT Name/Signat e: RCT Supervisor Na i Date:
J.A. Powell 10/19/2011 J. King

WCH-TMV-R006a6 RCT s re Indi ral lktuents &heked IAW RC-300-2.1



RADIOLOGICAL SURVEY RECORD Page: 2 of 2

Survey # RSR - 100ISS-10-0986

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr P

Removable Total

No Description of (dpm/10 cm2) (dpml100 cm2)
Item or Location aa -y Fa -

C-F C-F C-F C-F

1-2 Concrete floor 21 7 7K 10

T Dirt on ground <20 <1K

3 36" piping 280 23K

4 I/S diversion valve <20 5K

5 Concrete Floor <20 5K N

6 Concrete Floor 42 3K

7 36" piping <20 2.4K

8 Valve <20 9.5K A

9-10 Concrete Floor <20 2.7K

11 36" piping <20 17K

12-13 Metal ventilation grating 224 640K

14 Concrete Floor <20 2K

15-16 SOP <20 7 <1K 10

Unless stated otherwise in the 'References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-1 07,
Eu-155) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work CF =1 unless noted.

Contact Readings 30 cm Readings
Location 0 (mrad/hr) y (mR/hr) P (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF= DR WCXCF=DR

See page 1 for General area dose
rates

N

A

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page / of

Type of Survey Survey #

[Routine >I r2,LQ&'( -57 Work Progress RSR - / ei -eg 2
RWP # / Rev. # Date Time Location

/z - / 6 - Ce Z/-5 e> si D

Description

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

7-e- -g-z7 Ke 7

- EE ?Abe~g eAw/ / b ,/ 14 !5

CA C anaon HCACon ation RBA Radi,_oic - ARA Radcivity [AS] _ RMA RA A n HRA Radiasw VHRA Radation
Aerea Area Mtrals Are raArea Area

Genea Area oOe d All radiaticn readings are dose Contact So4 PaditgcaQ Tac # DoMt T Transterabi R Un d rates in units of mR/hr unless -2cm N "" SCA Contamination B-*-y
m(Me hr) otherwise indicated ACo a o-x-

Instruments

Model ID # Date Model ID # Date

mSO ,/23-3 cct75/'/7 (-o-z N A-
7oq-7 qO- 2 Zc1 N /A ____ ___ _____

meZ4S/W;- 00 1 1&0o'/ 09Y 2011 A
ED- ~z 8o10 2- 20/c>Re> - -2/ N /A____

RCT Name/Signatu : RCT Supervisor Name/ n re/Date:
WC.4M06 ( 9 OT s

RCT slgnatuq ndicate3 rtae instrumnents 4hecked 1AW RC-300-2.1WCH-TMV-R4O06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD Page: 2_ of

Survey # RSR - /oz95- '6 - /69z,

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr P

Removable Total
Description of (dpm/1 00 cm2) (dpml 00 cm 2)

No. Item or Location ( (% -Y
C-F V C-F C-F C-F

O oE 7 /*( 'o rA N/A N7A N/A

SCREEM OW Ve'-JT OUCTi 4 zo 7 315< /0

scea o j6ui1- bu'w. 7 25k /0
ON 'JFrr buCr' AFTK42 -1< /ukc-) A> W~ovEb < 2 0 7 / /0

O nvetr bscr AM'E(

__u t e z 20 7 37/C 10

®w r7 I Z.k /o

Ficor<? 7 /WA /L7

® FLeco/r .eze 7 ,/. /0

FLQoC e-O 7 3A 1)

r--4.pm- 420 7 Ayk 1

zo ak V CR b ./er / 0 6 7 5 0X /01

GP1>e 77 7 1q/< 10

@rAOC AZ -- 20 7 /. /A 10

TU nless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-1 55) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = I unless noted.

Contact Readings 30 cm Readings
Location fs (mrad/hr) y (mR/hr) 0 (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

WCH-TM-R006a (06/30/2009)



RADIOLOGICAL SURVEY RECORD Page:3fKo±
(continuation) Survey # RSR /6or.s -/0- '0.2

Contamination

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr p

Removable Total

No. Description of (dpm/100 cm2) (dpm/1 00 cm 2)
Item or Location

a 0-Y a 13-f
C-F C-F a C-F C-F

G AXWbrk-~bA 1Tb Z0~ 7 19 1 /A ~/A /

Ar-rsk h2c-r 9Egf0VA1 , A /..
A -b u n 't e A bF- $ 1 0 DXAr-rEc tt XEIOVA.

A towU t T gEAbgb S T-DS K 10
Acrra WcrT tmov,44
oA wAu. uAEft bucr ArPThAR zC 7
ou on.ExEr sA 2. ~7 6./C. /0

Q Au- O-TE7R 1Tscai MAsde 7o 4 e- >

'Unless stated otherwise in the "References" section, exempted S-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99,
Pd-107, Eu-i155) contamination levels are S 10 times the 0-y contamination levels shown above.

WCH-TM-RO06f (06/30/2009)



RADIOLOGICAL SURVEY RECORD (continuation) Surve # S-
Survey #RSR cr- .

Additional Information
(Drawing, Map, Etc.)

1;vM 35 - Bpj& (l'c- Lo~UT i~r

L.-M

N6T 44TMFb
N R,

±AEQA :J

A 4-e

/

7--

3 V I s i -oRx A oEA)

A/ ARA y wso rburARA

- Setq /6- 3/ 4(/gE vAKE4r .d/rE* i

zvr ? ;,eREFA16 W5044

-Me t A # AAA wRER oswM P* &-

AN RCA ro A OA. 'TmE PiPE TummEL- 16 e- tFA1Ty

?c*Tr5t> CA/RA.'J5 cK or T -m rum^. Ar i4'
4aRAsk ti rberab AIR.

9AkX0Nb JAI -TAE A; -A 0"!5 'r14AO riD! ?4 ,TR~eo,-
bikecr ZEAb-d$t

08ECErIVE Or TAl bdgk. WAE. 7B &1ovEv 7s,0
DRS o VlvrEb.er ce0f- 7THE w#44. rA,,& r HA

5: PFkF eAj.

WCH-TM-R006c (03/15/2006)

'4

E~jAtR-106t6- 10- 01294
(%wj1,ARY r6P. ARA)

3

;,LA

I

/ /K -- .- ).- -PC:- -Y.- -A- -- Kx- - X,- -7f,-

a
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RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
E Routine Work Progress RSR - 1001SS-10-1253

RWP # / Rev. # Date Time Location
1001SS-10-002 rev.00 12/28/2010 1400 100N/105N

Description
Survey of corridor 22 (Oft. Elevation) FCA-0007
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 rev.7
Note: direct readings taken for information only with shielded P-210 probe due to high background.

N-Basin

RAICA (Be Area) CA

RAICA

RMA/SCA

# # ##

RNCA (Corridor 22) Concrete floor
Intermech building forms for
concrete pour back.

Posted CA on right
outer rod room door
225.

C otriai High Railoia Ble i ron Ak Sam*e Radioactive I Radiation' High I Very High
CA ra HCAContarninatirl RBA Radrog Bufer AARadioactivityl [AS] A RMA RA * HRA Radiation VHRA Radiation

AraIArea Loain Maeil Area Area Area Area

General Area Dose All radiation readings are -do$y Consact Nuo Radi oRgical
0 s r e ea Transferable " ratesin units of mA/hr unless 3om N N a SCA Contaminatio Boundary

SMete Re(m a dtr) otherwise indicated I I Area xx

Instruments

Model ID # Ca Due Model ID # Ca Due

2360 SCLL8-0080 07/06/2011 43-93 DTLLP-0181 07/06/2011

Ludlum 12 CMLL1 -0048 04/15/2011 HP-210 DTEB5-0173 02/06/2011

NA NA NA NA NA NA

RCT Name/Signature/Date: RCT Supervisor e/Signature te-

J.A. Powell 12/28/2010
___ __ __ __ __ __ __ __ -/ J IK(.2- 5-/,0

ACT signature indicates portable ins ments checked lAW RC-300-2.1WCH-TM-ROO6a (06/30/2009)



RADIOLOGICAL SURVEY RECORD Page:_2 of 2
Survey # RSR - 1001SS-10-1253

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr p

Removable Total

No. Description of (dpm/100 cm2 ) (dpm100 cm 2)
Item or Location a a -y

C-F C-F C-F C-F

1-2 Concrete floor (corridor 22) <20 7 <1K 10 NA NA <5K 10

3 <20 7 <1K 10 NA NA <5K 10

4 <20 7 <1K 10 NA NA 18K 10

5 <20 7 <1K 10 NA NA <5K 10

6 <20 7 <1K 10 NA NA <5K 10

7 <20 7 <1K 10 NA NA 55.2K 10

8 <20 7 <1K 10 NA NA 925K 10

9 <20 7 <1K 10 NA NA 20K 10

10 <20 7 <1K 10 NA NA <5K 10

11 Electrical conduit <20 7 <1K 10 NA NA <5K 10

A

Uniless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-1 07,
Eu-1 55) contamination levels are 5 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) 0 (mrad/hr) I (mR/hr)

(WO-WC) X CF= DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

N

A

WCH-TM-ROO6a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page of

Type of Survey Survey #
[l Routine [ Work Progress RSR - /0465- I - 0/ D

RWP # / Rev. # Date Time Location
roo.5. ro e~c /0 41-4> -zt /0 X0 toe- A

Description /0 5Aj - .

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

2 oyat PLATE- OEER "aL

4t/ 7D*Ive 14~r 4vs wO3Tet1TE

~AbIATb'C>J SU0t5y 1DM ThE
- FL A T - s ~ s u sR

-r lit.t. 
To A " -N er .C

Lr~r 0

7-F TOg 7Ug RV4IER,
2. 5

-- A RAbtATi Su, ph& 4.a
6a Ts Pe6&SSSuizJ

# RoF WEiE .

@ 4*
- 'it-- Mo X~Ewo-449d.E

Cgontamination H iB Radlogical Buffer r S, ALa2 R aHg Radaton H Very High
CnAiato Radii~ AdlRA ajoc'1 " Radiat RAdi Rato Radiaton VHRA RadiationCA Ara HCA Contaminatio ABA Area I~ Ad [AS L A Ae R

Area Area Loa, Materialsa Are Area Area8

General Area Dose All radiation readings are y dose contact sol RadiohogiaI

Tectical # oirect M " A T Transferab Rates =Uncorrected rates in units of mR/hr unless 30 m N A SCA Cont amination Ro day
(mR/hr) otewIs e indicatedAe

Instruments

Model ID# Cal Due Model ID # Cal DueMoelID#Date D t

2b O/115 0 1' 1 / . 1;2 -1 -200 N A --------

RCT Name/Signature/Dat- RCT Supervisor Name/Signature/Date: O 9W 1/7
A -/ .A

WCH-TM-R006a~~~~~ ~~~~~ (0/020)RTsgaueiniae otbeisre~sceldlWR-O-
ACT signature indicates portable instr mre ts checied lAW R -300-2.1WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD Page: 7 of Z

Survey # RSR -/ - // -

Contamination Measurement Information'
Circled values indicate Removable 0 contamination in mrad/hr 3

Removable Total

No Description of (dpm/1 00 cm 2) (dpml1 00 cm 2)
Item or Location C- C-y a C C7F

C-F C-F C-F C-F

Q 4LLTECW !SE S <z2 10 NAK
mCE7TE iEbE5AL - - <oc 7

2 'Tb OF
CoxiC IZTE PEE5TAZ. N S O 7

- 0- r o
#/ ?Et>1E:5-rA A -soo 7 K0

# Au.4- OrYFeP bRi-cr eebv 5 P- /A S~~ 7< 10

________ __.__-__A

Unless stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-155) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) P (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WC X CF= DR

WCH-TM-RO06a (06/30/2009)



0

RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
Z Routine D1,W2,W4,W15 0 Work Progress RSR - 100SS-1 1-0164
RWP # / Rev. # Date Time Location

100ISS-10-001 rev.01 05/04/2011 1300 10ON/109N
Description
Final cleanup and Walkdown of rooms 103,104,105 and 106
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 Rev. 7

Lead blankets covering piping on Door "

HCA
Room 104 #

under Room 106
sample
hood

Room 103 (:
I, <0.5

<0.5Room 10

Q 0.5
CA CACA

4"4

<05. CA 0

RBA <

Note: No entry was made in HCA sample hood. RBA was downposted @ completion of walkdown.

HCA~ontaArna RB Radigc Verye HiRh

CContafnatiotn C'O High Raioia BufrMAocm Radioactive Rachation Vr ~lCA HC a anon ABA Amu ARA aety (AS] ' RMA RA a HRA Ra aion VHRA Radiaton
Ara re AeaMbo MteilsAraArea I 'ea

TdClGe eral Area Dos All radiaton readings are y dos ::I RaolordO eeRan # rate M "sn n Taansfera "to mrar ynlessts N menrtrI A SCA Con t ration Bericlary
(mR hr) otherwise indicated Aret -T x

Instruments

Model ID# CalD Model ID # Cal Due
Date Moe D#Date

2224-3 / 43-93 SCLLB-0149 / DTLLP-0193 08/20/2011 RO-20 1257 09/29/2011

N

A

RCT Name/Signature/Date: RCT Supervisor Name/Signat e:
J. A. Powell 05/04/2011 0 Nae/ 1/

Michael T. Wriiht -
WCH-TM--RO06a (06730/2009) RCT signature indicates portable instru e&s chelked 1AW 4$-300-2.1



RADIOLOGICAL, SURVEY RECORD Page: 2 of 2

Survey # RSR - 1 OOISS-1 1-0164

Contamination Measurement Information'
Circled values indicate Removable p contamination in mrad/hr p

Removable Total
Description of (dpm/10 cm2) (dpm/100 cm 2)

No' Item or Location a 13-Y a a p--y
a C-F C-F a C-F C-F

1,# Inside sink room 106 98 7 30K 10 <500 7 100K 10

2 Under sample hood room 105 63 7 25K 10 NA NA NA NA

0 All other smears <20 7 <1K 10 NA NA NA NA

# All other directs NA NA NA NA <500 7 <5K 10

N

A

U less stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu-1 55) contamination levels are : 10 times the p-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (m R/hr)

(W-WC) X CF = DR WC X CF = DR (WO-WC) X CF = DR WCXCF=DR

2" pipe covered with lead blankets NA 2.5X1= 2.5 NA 1.5X1= 1.5
Room 103

See page 1 for general area dose rates

N

WCH-TM-RO06a (O6/30/2009)

I



RADIOLOGICAL SURVEY RECOF
Type of Survey
Type of Survey-

Survey #
3Routine /ED -4 Work Proress RSR-/(v -- ( --RWP # / Rev. # Date rime Location

Description
/v r l'

References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

Ck~Pn / of!:'7-

U

0/3

13

PLY woos JaaNYVWjOD

I .. 'LSVATD,
CAe Iije~aga

1 A6 - J1 .5VA0P,
£CAFPCL bIa 4

CA Contarnination HCA gh 13tn~nti RA Radioogcal Suffer AH Ver HiARaiahArea HC otrii RA RA Rad [AS]ti i r aqft pm Radcdive R atin H igR.!t HR ahtoAraArea t [A]MtraAra ARatoRA Rdito

TectereUi A i~ thf ransea General Area Dose All radiatin readins are y AosreatPOMeter Readn rates in units of mR/hr unless N Ne--~j A i e S oiCaAiga(mRflir) otherwise indicated (meXw) t CA Cnainto Bwdr

Instruments
Model ID # De Cal Due

Date Model ID # Cat De-~ Date

RCT Name/Signature/Date: RCT Supervisor Name/Signature/Date: - c; -'20 (

C, ~ Michael T. Wright - RC
WCH-TM-ROo6a (06/30/2009) 

RCT signature indicates portable instru ent checked AW RC 00-2.1

16 G ;Lb?.C - -a A

D
Page of

I

7



Page: Z- of 2-

RADIOLOGICAL SURVEY RECORD
ISurvey # RSR - /Vs - / :

Contamination Measurement Information'
Circled values Indicate Removable P contamination in mrad/hr P

Removable Total

.Description of (dpm1O00 cm2 ) (dpm/100 cm2)

No Item or Location C FCtC-F ( = C-F -

Unless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are s 10 times the 0-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

WCH-TM-ROO6a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
E Routine 2 Work Progress RSR - 1 001SS-1 1-0452
RWP # / Rev. # 100 155 -b 6 00toi / Date Time Location
N* 08-25-11 0920 1 OON
Description
109N Rnof & RA Siirvpy
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07.R.7
D f
ero rmui roof top sul/ey of he 109N area including RA on N.E. side of the enclosure, near the breach in the side panelingindicated on drawing. The FCA #0003 and #N-0039 were surveyed, no removable detected and the direct readings are

list on page two (2).
I

00

_ 0

Li
T

~-

*1

NeA tI&-'030k

04V -~

I
7t -4ex.L0C RcOOV Vc9M

CA Contamination High Radiolo Buffer A ra Higy [Ary AAHHArea HCA Contaminatio RBA Samplea Buttere Raitin t RdAe o AA Area ARA Radioactivityl [AS] Locamte IRMA adeioactvea RA Ra Iato HRA Haih V er y Htigh
II AeI AraArea IArea

Tnil ae rGeneral Area Dose All radiation readings arey dose NtacTeh0 a # Direct M LreAea T Transferabl Rates -Uncorrected .te inuiso. ~ ne Neutrors Micro RemSo RdtbaSmear Wipe Meter Reading rae3nuit0fm /r nes lcac m eri) A VR SCA Contanatc, onar
(mR/hr) otherwise indicated Area s-----

Instruments

SDue Model ID# Cal Due
_____________ Date Moe D#Date

2224-3 SCLLB-0081 05-10-12 43-93 DTLLP-0069 9 4 g
N/A N/A ----- N/A/-

N/A N/A -

RCT Name/Signatur /9Ate: 1 RCT Supervisor Name/Signature/Date:Rene L. Thomas J7 0-1
ii5\,1IlIfUln UY.U~Vi O intr idc-W atb~isr met hce A C302

WC-T-RIV-06a (oe6/ g) RCT signature indlici tes portabI4 instruments checked lAW RC-300-2.1



RADIOLOG IC AL SURVEY RECORD Pg:2o

Survey # RSR - 1 OOISS-1 1-0452

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr

Removable Total

Description of (dpm/1 00 cm2 ) (dpm/100 cm 2)

Item or Location a C - Cy
S C-F C-F C-F ~ C-F

0# All Smears & directs, unless <20 7 <1000 10 <500 7 <5000 10

listed below. -

# FCA #N-0003 <20 7 <1000 10 <500 7 6000 10

# FCA #0039 <20 7 <1000 10 <500 7 80000 10

Unless stated otherwise in the "References" section, exempted p-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are 5 10 times the p-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF =DR WCXCF=DR

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of 3

Type of Survey 
Survey #El Routine 2 Work Progress RSR -100SS-11-OYs-

RWP # / Rev. # Date 8/26/11 Time 0910 LocationN/A 
j100N

Description
1 ON W Flvtnr ArPa
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07-7

Performed Work Progress Survey on the W Elevator Area as workers are getting ready to cocoon that part of 105N Rx.Performed directs and tech smears along the walls and floor of this area. Please see page 2 for results.

The floor of the W Elevator Area is new concrete that was poured in late winter/early spring of 2011.

Please note that RCT was unable to survey above 8'.

This Area is posted RMA

Contamination ICA High Aiborne HgAeAra AARadioctivty [AS]e Ai A A m ateri ra Ae Radiationtive RadiationVeyHgCA Area HCContaminatio RBA Aai~gc ufRAArSasi Radioactivet A] RA AVHA Radiation Hg eyHgArea RArea
boArea AreaTecenecat A re 11e l radiation readings are y dose c oat V '

0 s eae T Transferi Mter Reading rates in units of mR/r unles -3;Ecm N eto imRusoil Radilogicaltehnca O t Lrg /earal R hUcrrete ASCA Contamination Boundary
n t'er.".L u ArI ea X-X

Instruments

Model ID # Cal Due Model ID # CDa ue_________Date Moe D#Date
2224-3/43-93 0077/0015 8/12/12 N/A N/A N/A

N/A N/A N/A N/A N/A N/A
N/A N/A N/A N/A N/A N/A

RCT Name/Signature/Date: A sor ame/ 4yy

Deb Poteet 8/26/11

RCT signature indicates instruments checked lAW RC-300-2.1WCH-TM-RO06a (06/30/2009,



RADIOLOGICAL SURVEY RECORD
Page: 2 of 3

Survey # RSR -100lSS-11-0 t-7

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr p

Removable Total

Description of (dpm/100 cm2) (dpm/100 cm 2)

No. Item or Location a a C
C -F C-F a C-F C-F

0 All Areas Surveyed N/A N/A N/A N/A <500 7 <5000 10

# East Wall N/A N/A N/A N/A <500 7 9K 10

# North Wall N/A N/A N/A N/A <500 7 2-5K 10

West Wall N/A N/A N/A N/A <500 7 2-5K 10

All Other Areas Surveyed N/A N/A N/A N/A <500 7 <1K 10

_TUnless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are s 10 times the P-y contamination levels shown above.

Location

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WCXCF=DR (WO-WC) X CF = DR WCXCF=DR

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD (continuation) Page:_3__ of _3
Survey #RSR 1QOISS-11- o4s -

Additional Information
- (Drawing, Map, Etc.)

(3-~ ~

1-

0

0

C)

WCH-TM-ROO6c (03/15/2006)
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0
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RADIOLOGICAL SURVEY RECORD
Page I of 2

Type of Survey Survey #
[ Routine 21Nork Progress RSR - /0/5S - / / 

RWP # / Rev. # Date Time ILocation
/00 /S -/0 -O/ 0/ leegr 17 A,.r a/n fa) I P9J 7o'
DescrIption

&jr riar- 76' /O,.)
References (e., SRTA, ASER, LASER, RSP, Work Package)

-FA ->7 7'

/J'S<Al 76'
LA DDat.Aes

,jkjo ACCE9S 017W-J F~.. /j 77raA

0- 0

P141A-1 41-L ojUr .O. MAt/

NJ

CA AContanatior RBA Radioocal Buffer ARA RA ry AS] a'" RMA d e RadaoHi V er y HighAr HA cAe aiatvt A] Lcto M Maaatei Aea A Ae HRA Raditio VHRIA RadiationArea Areado eai relR Aeai
11Area Area

Teclvvcal ~~~~General Area Dose A1l radiation readings are y dosecat mReSol adhgiaO Smear S irt M T rransferabl co A rates in units of mR/hr unless 3c N O" A " SCA contasmiaion Boundary
(mR/hr) otherwise indicated Area x--

Instruments

Model ID # CaDaue Model ID # Cal Due

RCT Nam/Signature/ ate: RCT Supervisor Name/Signature/Date

CH TI M 
VRCT signature indicates portabie inslrument3checked lAW RC-300-2.1W - -Rvvua (06/30/200)



Page: 2 of 2

RADIOLOGICAL, SURVEY WEOR uvy S /1 -u-

.1

Location

WCH-TM-RO06a (06/30/2009)

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF =DR WC X CF =DR (WO-WC) X CF DR WC X CF= DR

Contamination Measurement information
Circled values indicate Removable 0 contamination in mrad/hr p

Removable Total

Description of (dpm/1 00 cm) (dpm/1 00 cm2)

N. Item or Location c C, a

Unless stated otherwise in the "References" section, exempted p-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are s 10 times the 0-y contamination levels shown above.

N



RADIOLOGICAL SURVEY RECORD
Page 1 of 5

Type of Survey Survey#
l Routine 2 Work Progress RSR - 100ISS-1 1-0556

RWP # / Rev. # Date Time Location
1OOISS-1 0-013/Rev 03 10-23-11 1700 100N/105N/C elevator
Description
Comnlption of work nronrs siirvpv A rino nrniitinn onprations
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07/R 7
Completed third day of grouting from C elevator. Completed de-mobilization on C elevator. Survey results shown are
current radiological conditions found after de-mobilization was complete. Air sampling was continuous through out
grouting and demobilization. Demobilization included removal of tools and equipment from elevator and tent.
Postings on the C elevator were ARA, HCA, HRA; while postings in the tent included those previously mentioned and
CA. See diagram for posting locations.

COPY

amplenaio 
HicgvhaiainHihVryHg

CotMiaon Hh Airboorne Air Sa RMA Radiatv RHARdainVARadiationCA Aea HCA Contamination RBA Radiological Buffer ARA Radacity [AS] MA Materias ea AraArea Area Loain Mtrasra AArea Area Area

0 ,"General Area Dose IAll radi yds otc~cnclLreAe ae Ucretd ation readings are Netrn doseo Co7t Sol Radiologca
e r c # Direct M La e ea T Transferabi R eter Rn secd rates in units of mR/hrunles 0 N MA SCA Contamination Boundary

(mR/hr) otherwise indicated Area x-x--X

Instruments

Model ID # Cal Due Model ID# CaDue
_____________________ Date Model

2224-1/43-93 0149/0193 07-25-12 N

RO-20 1295 06-15-12

N/A N/A N/A A

RCT Name/Signature/D/10-28-11 RCT Supervisor Name/Signat re Date: O/ i

Tichael T. Wright - RC
Wv~l -06a(63/09 RCT signature indicates portable inst(um nts chec ed lAW R-300- .1



RADIOLOGICAL SURVEY RECORD Page: 2 of 5
Survey # RSR - 100ISS-1 1-0556

Contamination Measurement Information'
Circled values indicate Removable p contamination in mrad/hr 0

Removable Total
No. Description of (dpm/100 cm 2 ) (dpm/100 cm 2)

Item or Location
a C-F C-F C-F C-F

1 Threshold, West end of elevator 56 7 6110 10 N/A N/A N/A N/A

2-5 Rail, center of elevator, max 42 7 2000 10 N/A N/A N/A N/A

6 Threshold, East end of elevator 56 7 10,000 10 N/A N/A N/A N/A

7 Platform stop/brace, West end 210 7 74,000 10 N/A N/A N/A N/A

8, 9 Hand rail, max 42 7 4590 10 N/A N/A N/A N/A

10 Platform stop/brace, East end 266 7 103,000 10 N/A N/A N/A N/A

11-15 Grating, max 42 7 4590 10 N/A N/A N/A N/A

16 Wall, West end 112 7 36,000 10 N/A N/A N/A N/A

17 Wall, middle 119 7 26,000 10 N/A N/A N/A N/A

18 Wall, East end 77 7 48,950 10 N/A N/A N/A N/A

19 Control panel face 21 7 6000 10 N/A N/A N/A N/A

20 Inside track rail 49 7 16,000 10 N/A N/A N/A N/A

21 Floor plate 49 7 24,000 10 N/A N/A N/A N/A
Inless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are s 10 times the P-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location
L n (mrad/hr) y (mR/hr) P (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WC X CF = DR (WO-WC) X CF = DR WC X CF = DR

N

A

WCH--TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD Page:_ 3 of 5

(coninuaion)Survey # RSR 100ISS-1 1-0556
Contamination

Contamination Measurement Information'
Circled values indicate Removable 1 contamination in mrad/hr 3

Removable Total
No. Description of (dpm/100 cm 2) (dpm/100 cm 2)Item or Location

I a V1 3-y yC-F C-F a C-F C-F

22 Floor plate 35 7 9000 10 N/A N/A N/A N/A
23,24 Elevator entry floor, max 21 7 1000 10 N/A N/A N/A N/A
25,26 "1" beam, max 70 7 14,000 10 N/A N/A N/A N/A

27 Shelf 28 7 1000 10 N/A N/A N/A N/A
28 Wall 28 7 1000 10 N/A N/A N/A N/A
29 "1" beam <20 7 3500 10 N/A N/A N/A N/A
30 Floor <20 7 1500 10 N/A N/A N/A N/A
31

32

Top of fencing 21 7 2000
-t jI i 1 1 _ _ 1 _ _ _

Floor <20 7 <1000 10
N/AI l* *I 4 I -I-

N/A

N/A

1 F 4 4 _______ ___

1 -4-L ___ ____ I

I F

N/A

N/A

N/A

N/A

N

A

Unless stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99,Pd-107, Eu-155) contamination levels are 10 times the P-y contamination levels shown above.

wCH-TM-Ro06f (06/30/2009)

10 N/A

N/A



RADIOLOGICAL SURVEY RECORD (continuation) Page: 4 of 5
Survey # RSR 1001SS-1 1-0556

Additional Information
(Drawing, Map, Etc.)

C ELEVATOR
(During grout pour) j - |

C E~-A

rrA - F C

ZA*V PY~t0Q- T

P-rC- I

5

Ia

ZL) 7

z

VVWH-TM-R006c (03/15/2006)

7

oil



RADIOLOGICAL SURVEY RECORD (continuation) Page: 5 of 5
Survey # RSR 100ISS-11-0556

Additional Information
(Drawing, Map, Etc.)

C ELEVATOR
(Post grout pour)

hi

E ~LE yvA'Ok
0

0D

, mPlorO@ ,rLI7

ab

)

) 7,v

707

01~f

1 A /0A41rz /-, ̂(7^A

WCH-TM-R006c (03/15/2006)

/x
: , (D

fA



RADIOLOGICAL SURVEY RECORD
Page 1 _ 2

Type of Survey Survey #
0 Routine NA ZWork Progress RSR -100N-1 1-2333

RWP # / Rev. # Date Time Location
NA I 12/16/2011 1000 100N/ 105N/109N

Descripion : Final verification survey

References: (e.g., SRTA, ASER, LASER, RSP, Wok Package)

Performed direct and removable contamination surveys on the floor, walls below 6ft. and suspect areas
in the following areas:

Building 109N Access building (-16) ft. elevation,
Building 105N rooms 7, 8 and 9 @ (-15) ft. elevation rooms 172,173, and 174 0 5 ft. elevation.
R Elevator 0 -24 ft. elevation.
Stair 6 (-24ft.) elevation to (40 ft.) elevation and stair 6A from (40 ft.) elevation to 105N roof.
No removable contamination found. See page 2 for results.

::A HWAc-ntMn ARA AS] A RMA RA HRA Radmw VHRA e0
AraAraA Area W Mit Am IAm IA

T Al radiaion readings am y dose COM A
o* M -o T T "e rates In oif of mRAr unless -- N A SCA Co4ag ndm

sW#kwM v* T ft bM".terRmGiDQ I~ N I-in-- A( rOtherwise Indicated

Instruments

Model ID # C Due Model ID # Ca Due

2224-3 / 43-93 SCLLB-0009 / DTLLP-0097 12/07/2012 2360 / 43-93 SCLL8-0078/ DTLLP-0179 09/08/2012

NA NA NA NA NA NA

NA NA NA NA NA NA

RCT Name/Sig . RCT Supervisor Name/Signaturel ate'12/2
J. Powell 12/16/2011 ichael T. Wright - RC I

E Q-a~" - -

WCH-TM-RO06a (06/3/209) RCT signature Indicates portable lnstrni checko$ IAkW RC;;O2. t



RADIOLOGICAL SURVEY RECORD Page: 2 of 2
Survey # RSR -100N-11-2333

Contamination Measurement Information'
Circled values indicate Removable A contamination in mrad/hr 0

Removable Total
Description of (dpmI 0 cm2) (dpm/100 cma)

Item or Location C a
C-F C-F C- F C-F

O,# Room 172 (1/8) piping 6ft. high <20 7 <1K 10 < 500 7 31K 10

0,# Room 9 (6 inch drain pipe) <20 7 <1K 10 <500 7 6.5K 10

0,# Room 7 (4 inch piping) <20 7 <1K 10 <500 7 6K 10

0,# All Smears and directs < 20 7 <1K 10 <500 7 <5K 10

N

Unless stated otherwise in the "References" section, exempted 0 -y (i.e., C-14, Fe-55, NI-59, NI-63, Se-79, Tc-99, Pd-107,
Eu-1 55) contamination levels are s 10 times the A-y contamination levels shown above.

Corrected Dose Rate Calculations
Show a work. CF = 1 unless noted.

Contact Readings 30 cm Readings
LocationP (mrad/h (mlhr) 0 (mradhr) y (mr)

(WO-WC) X CF = DR WCXCF=DR (WO-WC) X CF = DR WCXCF=DR

N

WCH-TM-R006a (0&/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 0f 2

Type of Survey Survey #

0 Routine N/A EWork Progress RSR - IOON-1 1-2334

RWP # / Rev. # Date Tmne Location
1OON-1 0-001 02 December 16, 2011 1030 10ON
Descdion

105N/109N verification surveys, +28' through 60'
References (e.g., SRTA, ASER. LASER, RSP, Work Package)

TA-07-SR-07 R7

RM19

R1094

R 607 R"R 19 ro15

R RS20

Go22

R611 R $02

/ a m

b.05"r &T3 < -C ui4

1- J#T " dj A .. '.4 n 6Me 6 -4 , e / 0.- 'j/4'.f ,&40ACA, 4

Contumnko"l Raioagicy BOSW A FU High WrIyHigh
A H~~ CAContuno ABA ARA sIS "-*R A*t** Ar RAaa KRA Radt VHRA Rnak~n

A A&Ae I e olbI wdsAe AraArea Area

GenerA r oDo All radiation readings are ydose cast se. -

0 2 * eWrect M R Trmsnera" rates in unts of mPir unles - N mSCA Contwnat tontdefy
&Mew lherwise indicated

Instruments

Model ID# Dae Model ID # Date

2224-3/DTNE2 0164/0012 5-17-12

R020 1474 4-21-12

RCT N e/Si t e/Da RCT Supervisor Name/Signaturea .

e ichael T Wright - RC
WCH-TROO e (0/0/09 , intr niaespral ntzi cekdlWR2O..

0
ACT signature indicates portable instrm choc IAW C 2.WCH-TM-R1006a (OM3W2009)



RADIOLOGICAL SURVEY RECORD Page: 2 of 2

Survey # RSR - 10ON-11-2334

Contamination Measurement Information'
Circled values Indicate Removable p contamination In mradfr P

Removable Total

No. Description of (dpm/100 cm2) (dpm/100 cm)
Item or Location CEa p-

C-F C-F C-F C-F

0 Smears on floor and walls to 8' <20 7 <1000 10 N/A

N/A

Unless stated otherwise in the 'References" section, exempted O-y (i.e., C-14, Fe-55, Ni-59, NI-63, Se-79, Tc-99, Pd-107,
Eu -155) contamination levels are ! 10 times the P1- contamination levels shown above.

Corrected Dose Rate Calculations
Show all work CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) I (mR/hr) 1 (mrad/hr) -y (mR/hr)

(WO-WC) X CF = OR WCXCF=IDR (WO-WC) X CF = DR WC X CF = DR

N/A

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page / of 2.

Type of Survey Survey #
[] Routine 01.4 [X Work Progress RSR- lOQN - /- (
RWP # / Rev. # Date Time Location /os-N/

/N 30 / 1or 1 /1fzM 3o7 ?o)
Description

IaA Cae ut Rteim So 30 n 3 o
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

T4 - o1-Sj R -- f jav-7

* COPY
02

C onA ri Area HCA Cotmnto B aio~a ult ARA irborne Air Sample RMA Radioactive RA Radialio High Very High

C A rea H i A RadiologicalBuffer ARA Radioactivity (AS] Locan R Materials Area RA ion HRA Radion VHRA RadiationAreonamnto RB Area Area Areao Area
General Area Dose IAll raliinraig r oecnactsol RdlgiaTh rect M La r Transfera Rates =Uncorrected rate adin a -' dos N e- - SCA Contaminati BoundaryraRW/O Meter ReadIng Area x-- x+(mR/hr) otherwise indicated Areav~r (iiR-Xtnr)

Instruments

Model ID # CaDaue Model JD# Cal Due

z22t4-; /DPo -5c -b(Lm 4 Tj 2-cO, 07 /19 /Wz

RCT Name/Signature/Date- erft a
u~l C) (a I Z- Cl2 1PA e l ign iqc~~q ~~ 2 .vfg 2YO~ .. O(.

WCH-TM-R4,106a (06/30/00) RCdksignature in icates portable in/truments checked lAW RC-300-2.1



I
Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr P

Removable Total

Description of (dpm/100 cm 2) (dpml00 cm2)

No. Item or Location a F~7 a C F
a C-F C-FC-Fy-

Unless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,

Eu-155) contamination levels are s 10 times the P-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location p (mrad/hr) y (mR/hr) 0 (mrad/hr) y (m R/hr)

(WO-WC) X CF =DR WC X CF =DR (WO-WC) X CF= DR WC X CF= DR

WCH-TM-ROO6a (06/30/2009)

Page: 2 of 2-

RADIOLOGICAL SURVEY RECORD



RADIOLOGICAL SURVEY RECORD
____ ___ ____ ___ ____ ___ ____ ___Page 1 0f2

Type of Survey Survey #
0 Routine Di [Zwork Progress RSR - 1 00SS-1 2-0062
RWP # / Rev. # Date Time Location100ISS-12-001 00 May 31, 2012 0945 100N/105N Corridor 7 +5 ft
Description
Corridor 7 survey during Intermech clean up
References: (e.g.. SRTA, ASER, LASER, RSP, Work Package)

TA-07-SR-07 R7

N
Plant40'

eKcr~e- of Nor-,>10 80M Pad Beba
3 10 10Rad Bat

14' am covered wAh
Plasic, Rad Label
applied.

-Tridor 7 Stair 8scaffoldn ertry u4LP

be3n 3 4d~d

hem ( V /door

Filered Waterrbw (6-)Step Off Pad (50) The secion indcated is below
located on scaffold. the deck (gratng)

CACna~naiHAon~~~ 8 Rdi~~BufrAAArborne Ai Hile Rdoctv aiainVR Very 1110tCAeontasn H gA Radiologiel Buffer Aa vity [AS] s RMA e A Radon HRA Ra Radi\/iAnC Ar nH A xfr~air RA Ae AARdociiy L f Materia Area Area iiii VR aitoArea Area
Gerra A'e Doe All radiation readings are I doseCott

0 " Direct M r Transeeraan rates in units of mFhr unlesssmear N Mt RA ' S"a SCA contasm ination Sedary
(mn/hr) otherwise indicated Axea X- t--

Instruments

Model ID # Cal Due Model 1D# Cal DueDate MDate
R020 1508 4-3-13 N/A

2224-3/43-93 0081/0069 10-24-12 N/A -

N/A -- N/A

RCT e S' natu RCT Supervisor ame/Signa r /ate:

4fC l o ratf, -Ag 31*, 202

RCT signature lndicatesrport ins ents checked lAW RC-300-2.1CH-TM-RO)6



Page: 2 of2
RADIOLOGICAL SURVEY RECORD' Sre S 10S-206

Contamination. Measurement information'
Circled values indicate Removable p contamination in mrad/hr P

Removable Total

No. Description of (dpm/l(0 cm2) (dpn100 cm2)

Item or Location a C-F Y C FC-F

1 floor, as shown on page 1 <20 7 1500 10 N/A -

2 floor, as shown on page 1 <20 7 2000 10 N/A -

3 floor, as shown on page 1 <20 7 1500 10 N/A -

4 floor, as shown on page 1 <20 7 3000 10 N/A -

5 floor, as shown on page 1 <20 7 3000 10 N/A

6 floor, as shown on page 1 <20 7 6000 10 N/A

7 floor, as shown on page 1 <20 7 5000 10 N/A

8 floor, as shown on page 1 <20 7 1500 10 N/A

9 floor, as shown on page 1 <20 7 3000 10 N/A

0 floor, walls, horizontal surfaces <20 7 <1000 10 N/A -

N/A- N/A

N/A

N/A

Unless stated otherwise in the "References" section, exempted P-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
Eu -155) contamination levels are s 10 times the P-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Location P (mrad/hr) y (mR/hr) P (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WC X CF = DR (WO-WC) X CF = DR WCXCF=DR

N/A

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of2

Type of Survey Survey #
[2] Routine DI W is- Work Proress RSR - /oxs5s- I. - oo 7*
RWP # / Rev. # Date Time Location
1001 Ss--- oo 00 Je" 6  Zoe- zo33 /O/ /o ej r C,,7

Description

e CwL- -ry- -Pr Coar 7 Sr i. I ML, 4o(5'References: (e.g., SRTA, ASER, LASER JSP, Work Package)

N- A~ '74? Z- 7

7 -o 7-s.e-- 07 7

N

plant 40'

UP

28'

t4
14' ?Iasrc- COV9

scaffokarg~F100k XAA1'jggagglig
corridor7 Stair 8 LAbtf Art i)scaffoldkV UP p i~ra 4~r. ~J

begint ap&M Upa 6). 3
here ( A Api oV.) /door

50P)

ARAICA -

FiteredWater Wie (6") Corr 7 5'
Step Off Pad (SOP) The section Indcated Is belw
located on scaffold. the deck (gratfg)

CCorrto., HCAOigh~ Raoogca Nf ARr S am A Radoactive AA Radiaton' ig Vey Hi-ghCA AreaL HCA contunabr RBA aA R [ASl RMA Ara I HRA Radiation VHRA RadiatonAre Ae MMI ofiasAm re Area I Area
TeiialGeneral Dose IAll radiation readings areydose center so0 M Or a rg e Mlte Tt Trasfra I~6 f~ rates in units of mRflir unes N R.uer Moe Ron, So"k~es # ow ' T Transmera r s i (m SCA Conta ination Bowdary

(R otherwise indicated Area I-I-x

Instruments

Model ID # CaDaue Model ID # Cal Due
Date_______ Date

Ro 2o _ _ro _ _3 - A14
22Z4 -3 -93 00&1 00Af to_--__- - ____

RCT N4 i u RCT Supervisor Name/Sig e/Date:

inrTr sc- - v06a kuo mi
ACT signature indica portable truments checked 1AW RC-30CI-2.1



Page: 2_ of _2
RADIOLOGICAL SURVEY RECORD

Survey # RSR - i Oq5 - I Z. - oa 7p

Contamination Measurement Information'
Circled values indicate Removable 0 contamination in mrad/hr P

Removable Total

Description of (d pmlO0 cm 2) (dpm/100 cm2)

No. Item or Location a a Y OEC a C F
C-F C-F aCC-Fan

2 ~ c2, 7 ro-o Ic ____

MOOw rk. 7 C ns ID

Cna Rdn 30tOO&. 7 m ooR eag

7 (TLkfcat 4ionc '- p 7ma/r 4 Y (m 3r3 (rdh) m/r

WC-Mr004- (r6/30/2009

Z4 F O 1 iSa £o

a IOCAI'io-j. P Z, 7 <i,1

Ubnless stated otherwise in the "References" section, exempted is-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-i 07,

Eu- 155) contamination levels are 5 10 times the 03-y contamination levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings

Loaio3 (mradihr) y (m R/br) p(mrad/hr) I (mR/hr)

(WO-WC) XCF =DR WCXCF=DR (WAO-WC) XCF =DR WCXCF=DR

WCH-TM-RO06a (06/30/2009)



RADIOLOGICAL SURVEY RECORD
Page 1 of 2

Type of Survey Survey #
_0 Rouine U Work Progress RSA - 1 001SS- 12-0173

RWP # / Rev. # Datei
100ISS-12-001/01 07/17/12 0 0 05N
Description
-rnrridnr 22 COngam it O 10 V
References: (e.g., SRTA, ASER, LASER, RSP, Work Package)

TA07 SR07 07

0 015 0 LEDGE 0

00 0

'A 0

0

0 46'S5 0 0

0 0

0 1NOp

0

£0

0

N 111.

CAAe Hnaia IHCA Contamnin 4 ABA Radroiocal Buffer rbmA~rnljM Radoat RacllationHgtVeyHH Aa RBA Area ARA Radi vity [ASI L RMA rea RA Area HRA Radalio VHRA Ra a
Are1 

Area 
aArea 

Area
eerlreDse All radiation readings are y dose sol Rdikja0 Direc & Large Are a lf ra tes NeutronrredeRetr reee M ' Transerat Mete R eaU rates in units of mR/hr unless N Nm A rro ,em SCA c otailatio gtoaI
(mR/tr) oherwise indicated (mReevft Area X-x-X

Instruments

Model ID# CDa ue Model ID # Cal Due
Date

Model 3 CMLL2-0018 12/12/12 DP6BD DTNC2-0116 01/05/13
HP-210T DTEB5-0046 02/13/13 NA NA NA
2224-3 SCLLB-0126 01/05/13 NA NA NA

RCT Name/Signature/Date: RCT Supervisor Nam /Signature/Date:
Sean Kropla 07/17/12

/CH-TM-R00l6a (f6/30/209)l;:~S* 
-'~( .

T signature indicates able' trune s checked lAW RC-300-2.1

COS

0

CH-TM-RO06a (06/30/20091
W



RADIOLOGICAL SURVEY RECORD Page:2 of 2
Survey # RSR - 100ISS-12-0173

Contamination Measurement Information'
Circled values indicate Removable P contamination in mrad/hr P

Removable Total

Description of (dpm/10 0 cm2) (dpm/100 cm 2)

No. Item or Location Cay a -y
C-F C-F C-F C-F

All smears an 7 <1000 10 <500 7 <5000 10

<0 lo 7 <1000 10 55K 7 9K 10

2 Floor <20 7 <1000 10 <500 7 8K 10

3 Floor <20 7 <1000 10 <500 7 10K 10

4 Floor <20 7 <1000 10 <500 7 10K 10

5 Floor <20 7 <1000 10 <500 7 40K 10

NA

NA

inless stated otherwise in the "References" section, exempted 0-y (i.e., C-14, Fe-55, Ni-59, Ni-63, Se-79, Tc-99, Pd-107,
E u-155) contamination levels are s 10 times the 0-y contamin ation levels shown above.

Corrected Dose Rate Calculations
Show all work. CF = 1 unless noted.

Contact Readings 30 cm Readings
Location P (mrad/hr) y (mR/hr) p (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WC X CF = DR (WO-WC) X CF = DR WC X CF = DR

NA

NA

WCH-TM-RO06a (06/30/2009)



-I

Survey #
Type of Survey (check one only) Sure OA

0 Release 0 Routine 0 Work Progress 0 Shipment

RWP # IRev. # Date Time Location

/WP # 1 Rev. #a I-/ 6S-) xVf--

tyryn- 0 Oc SIM

OJLYf

Unless noted, contamination levels are below the levelslistedin Pr ojectTe chnicalYAssessment#: 7

cntmrinaionl Hgh CofntamllatiO n Ia diologicali rbo m eRadioactivea Rdiationi Hgh Ra diaow Vry Highr

-C- He a -H- ea -B- ter Ar ea- -AR- R '-R M- ater Aa . e R- Area I -HR-A eaH t VR attkArea

Gneal AreaDoe Ra teNN Nutrons [AS s -SCA- Cnaenoto n

Technical M arge Area !M y n corretedMe tere Ra gM roM Re mN R Sa l sAroil

Instruments

Mode Seial Sorcetl Cl De Mdel eril # Source V Cal Due

(inirial atDe Moe eil# (initial) DateM o elSe ia #Caltal 

D eS 

ra

r-too/ irvio r ?|Q 
-2 1 - 9 -

0
RCT Supervisor Name/Signtr/ae

RCT Name/Signature/Date: R .L HuerisoLLeSgntr/ae

D.2 HIL

to-Cxr"F-!t1

.. ..... ...... a na'-n RSR -ompleted in accordance with BHI-SH-04, Procedure 3.1.



Contamination Measurement Information
Circled values in Removable P-y denotes mrad/hr 0

Unless otherwise noted, use the following Correction Factors: List other Correction Factors, instruments, and source documents:

Source smaller than probe size: Source larger than probe size:

PAM 7 P-11 probe= 10 PAM= 14 P-11 probe = 50

Removable Total

No. Description of (dpm/1 00 cm2) (dpm/100 cm2 )

Item or Location a a -a a 1-y
C-F C-F C-F C-F

;Z KOA CO Uti < 2 6 -7 K1

7 1 -< L

13 3~ - .. Ii... - .c...

I tt

Corrected Dose Rate Calculations
Show all work. CF =1 unless noted.

Contact Readings 30 cm Readings

Location ( (mrad/hr) y (mR/hr) 1 (mrad/hr) y (mR/hr)

(WO-WC) X CF = DR WC X CF = DR (WO-WC) X CF = DR WC X CF = DR

BHI-TM-ROO6a (T0197)



Page 3 of . I

iMi | Survey # RSR- Iur 7J-025

Contamination Measurement Information
Circled values in Removable l1-y denotes mrad/hr 0

Unless otherwise noted, use the following Correction Factors: List other Correction Factors, instruments, and source documents:

Source smaller than probe size: Source larger than probe size:
PAM = 7 P-11 probe = 10 PAM = 14 P-11 probe = 50

Removable Total
Description of (dpm/100 cm2 ) (dpm/1 00 cm2)

No Item or Location

C-F C-F C-F C-F

i? LdiL to ,sat 4:o 2. K _____

37 On I Cc t  - - -- K. -

31 r(oo- - _I<37 o I'lcA ______(_.14

3 - __to 0

YO) Pla__________

BHI-TM-ROO6f (10/97)
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Photo No.
1
2
3
4
5
6
7
8
9

10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27
28
29
30
31
32
33
34
35
36
37
38
39
40
41
42
43
44
45
46
47
48
49
50
51

Date
11/30/11
11/30/11
11/30/11
01/30/11
06/15/11
06/15/11
10/27/11
10/27/11
10/27/11
10/27/11
10/27/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
05/04/11
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10

Description
105-109N North Side Aerial Photo
105-109N South Side Aerial Photo
105-109N East Wall Aerial Photo
105-109N West Wall Aerial Photo
109N South Wall
109N East Wall
105-109N East Wall
105N East Wall
105N Northeast Wall
105N North Wall
105N Northwest Wall
109N Rm.104 South Wall Looking North
109N Rm.104 Floor Looking North
109N Rm.104 East Wall
109N Rm.104 West Wall
109N Rm.104 Ceiling Looking North
109N Rm.104 South Wall Looking South
109N Rm.103 Door Looking West
109N Rm.103 Northeast Corner-2 ea. Lead Blankets
109N Rm.103 North Floor Looking West
109N Rm.103 Floor Looking South
109N Rm.103 South Floor Looking West
109N Rm.103 North Wall Looking West
109N Rm.103 West Wall North End
109N Rm.103 South Wall Looking West
109N Rm.103 West Wall South End
109N Rm.103 East Wall Looking South
109N Rm.103 East Wall Looking North
109N Rm.103 North Ceiling Looking West
109N Rm.103 North Ceiling Looking East
109N Rm.103 South Ceiling Looking West
109N Rm.103 South Ceiling Looking East
109N Rm.106 Door Looking East
109N Rm.106 Floor Looking East
109N Rm.106 South Wall Looking East
109N Rm.106 East Wall Looking East
109N Rm.106 North Wall East End
109N Rm.106 West Wall
109N Rm.106 Ceiling Looking East
109N Rm.106 Ceiling Looking West
109N Rm.105 Floor
109N Rm.105 Ceiling
109N Rm.105 West Wall
109N Rm.105 East Wall
109N Rm.105 Sample Hood Looking North
109N Rm.307 East Wall
109N Rm.307 South Wall East End
109N Rm.307 South Wall Middle
109N Rm.307 South Wall West End
109N Rm.307 North Wall East End
109N Rm.307 North Wall Middle-East

Subcontract No. J027807A00
105/109N SSE

Index of Photos- 109N
Elev.
Varies
Varies
Varies
Varies
Varies
Varies
Varies
Varies
Varies
Varies
Varies
0,-a,
0'-0"
0'-0"
0'-0"
0'-0"
0'-0"
0'-0"
0,-a,,
0,-0
0'-0"
0'-0."
0'-0"
0'-a,
0,-0"
0,-a,,
0'-0
0,-a,,
0,-0
0,-a,
0,-a,,
0,-0
0,-a,,
0,-a,,
0,-a,,
0,-0,,
0,-a,,
0,-a,,
0,-a,,
0,-a,,
0,-0
0,-a,
0,-0
0'-a,,
0,-a,,
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
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Photo No.
52
53
54
55
56
57
58
59
60
61
62
63
64
65
66
67
68
69
70
71
72
73
74
75
76
77
78
79
80
81
82
83
84
85
86
87
88
89
90
91
92
93
94
95
96
97
98
99
100
101
102

Date
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
04/19/11
04/19/11
04/19/11
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
04/19/11
04/19/11
04/19/11
04/19/11
04/19/11
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
09/01/10
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/07/12
02/07/12

Description
109N Rm.307 North Wall Middle-West
109N Rm.307 North Wall West End
109N Rm.307 West Wall South End
109N Rm.307 West Wall North End
109N Rm.307 Ceiling Looking East
109N Rm.307 Ceiling Looking West
109N Rm.307 Equipment
109N Rm.307 Floor Looking East
109N Rm.307 Floor Drain
109N Rm.307 East End Looking West
109N Rm.307 Middle Looking West
109N Rm.307 West End Looking NW
109N Rm.208 East Wall
109N Rm.208 East Wall
109N Rm.208 East Wall
109N Rm.208 Sink At East Wall
109N Rm.208 Floor Drain At East End
109N Rm.208 South Wall East End
109N Rm.208 South Wall West End
109N Rm.208 North Wall East End
109N Rm.208 North Wall Looking West
109N Rm.208 Floor Looking West
109N Rm.208 Ceiling Looking West
109N Rm.208 West Wall
109N Rm.208 West Wall
109N Rm.208 West Wall
109N Rm.208 Floor Drain
109N Rm.208 Floor Looking West
109N Rm.208 Floor Drain Sealed-West End
109N Rm.208 West End Cabinet-Sealed Drain Line
109N Rm.208 West End Looking North
109N Stair#7 Ground Level
109N Stair#7 Ground Level
109N Stair#7 Ground Level
109N Stair#7 El.12'-8 1/2" Looking Down
109N Stair#7 El.12'-8 1/2" Looking Up
109N Stair#7 EI.25'-0 1/2" Looking Down
109N Stair#7 EI.25'-0 1/2" Landing
109N Access Bldg. North Side
109N Access Bldg. Door
109N Access Bldg. Entry Door
109N Access Bldg. South Wall Above Grade
109N Access Bldg. East Wall Above Grade
109N Access Bldg. South Wall Below Grade
109N Access Bldg. Stairway Looking East
109N Access Bldg. West Wall Below Grade
109N Access Bldg. Shield Door RAD Signs
109N Access Bldg. Level Switches
109N Access Bldg. North Wall Above Grade
109N Area Under SSE Roof-Access Door from 105N
109N Area Under SSE Roof-Access Door from 105N

Subcontract No. J027807A00
105/109N SSE

Index of Photos- 109N
Elev.
25-0 1/2"
25'-0 1/2"
25-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
25'-0 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
12'-8 1/2"
0'-0"
0'-0"
O'-0"
12'-8 1/2"
12'-8 1/2"
25'-0 1/2"
25'-0 1/2"
0,-0"
0'-0"
0,-0"
0,-a"
0'-0"
Minus1 6'-0"
Minus1 6'-0"
Minus1 6'-0"
Minus1 6'-0"
Minus1 6'-0"
0,-0"
40,-0"
40'-a"



Photo No.
103
104
105
106
107
108
109
110
111
112
113
114
115
116
117
118
119
120
121
122
123
124
125
126
127
128
129
130
131
132
133
134
135
136
137
138
139
140
141
142
143
144
145
146
147
148
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Date
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
09/21/11
09/21/11
09/21/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/06/11
04/20/11
04/20/11
04/20/11
04/20/11
04/20/11
04/20/11
06/26/12
07/10/12
07/10/12
07/10/12
07/10/12
07/10/12

Subcontract No. J027807A00
105/109N SSE

Index of Photos- 109N
Description Elev.
109N Area Under SSE Roof-North Wall East End 40'-0"
109N Area Under SSE Roof-E.Vent Valve Struct.Look E. 40'-0"
109N Area Under SSE Roof-East Wall Ctr. 401-0"
109N Area Under SSE Roof-SW Corner 40'-0"
109N Area Under SSE Roof-South Wall E.End 40'-0"
109N Area Under SSE Roof-N.Wall E. of Pressurizer 40'-0"
109N Area Under SSE Roof-E.Wall of Pressurizer 40'-0"
109N Area Under SSE Roof-West 1/2 Roof 40'-0"
109N Area Under SSE Roof-West Side of Pressurizer 40'-0"
109N Area Under SSE Roof-N.Wall E. of Pressurizer 40'-0"
109N Area Under SSE Roof-Ctr.Vent Valve Struct. 40'-0"
109N Area Under SSE Roof-W.Vent Valve Struct. 40'-0"
109N Area Under SSE Roof-West Wall 40'-0"
109N Area Under SSE Roof-South Wall West End 40'-0"
109N Area Under SSE Roof-South Wall Ctr. 40-"
109N SSE Roof- Tie-In to South Side of 105N Varies
109N SSE Roof- Tie-In to S. Side of 105N & Pressurizer Varies
109N SSE Roof- Expansion Jt. Cover at Pressurizer Varies
109N Pressurizer SSE Roof-NW Corner Varies
109N Pressurizer SSE Roof-SW Corner Varies
109N Pressurizer SSE Roof-East Side Varies
109N Pressurizer SSE Roof-Bent Plate Closure Varies
109N Pressurizer SSE Roof-Sealed Penetrations Varies
109N Pressurizer SSE Roof-Cover Plate Varies
109N Pressurizer SSE Roof-North Side Varies
109N Pressurizer SSE Roof-NW Corner Varies
109N Pressurizer SSE Roof-West Side Varies
109N Pressurizer SSE Roof-SE Corner Varies
109N Pressurizer SSE Roof-SE Corner Varies
109N Pressurizer SSE Roof-South Side Varies
109N Pressurizer SSE Roof-SW Corner Varies
109N Pressurizer SSE Roof-Looking NW Varies
109N Pressurizer SSE Roof-Looking North Varies
109N Pressurizer-Top of Roof Varies
109N Pressurizer SSE Roof-East Side Varies
109N Pressurizer SSE Roof-North Side Varies
109N Pressurizer SSE Roof-West Side Varies
109N Pressurizer SSE Roof-South Side Varies
109N Pressurizer SSE Roof-South Side Downspout Varies
109N Pressurizer SSE Roof-NW Side Varies
109N W.Wall N.End Pourbacks Varies
109N W.Wall Below Grade Looking North Varies
109N W.Wall Below Grade Pourback (10" BD Line) Varies
109N W.Wall Below Grade Looking South Varies
109N W.Wall Below Grade S.End Varies
109N W.Wall Below Grade SW Corner Varies

07/30/12



3.6 105-N INDEX OF PHOTOS



Page 1 of 7 07/30/12

Photo No.
201
202
203
204
205
206
207
208
209
210
211
212
213
214
215
216
217
218
219
220
221
222
223
224
225
226
227
228
229
230
231
232
233
234
235
236
237
238
239
240
241
242
243
244
245
246
247
248
249
250
251

Date
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
04/14/10
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12

Description
105N Rm.4 East Wall
105N Rm.4 East Wall
105N Rm.4 East Wall
105N Rm.4 South Wall
105N Rm.4 South Wall
105N Rm.4 West Wall
105N Rm.4 West Wall
105N Rm.4 North Wall
105N Rm.4 North Wall
105N Rm.4 Floor-West Side
105N Rm.4 Floor-West Side
105N Rm.4 Floor-East Side
105N Rm.4 Electrical Panel Ctr.
105N Rm.4 Ceiling-Looking North
105N Rm.4 Ceiling-Looking South
105N Rm.5 Floor & Equipment
105N Rm.5 Floor & Equipment- Looking SE
105N Rm.5 Floor & Equipment
105N Rm.5 Electrical Equipment
105N Rm.5 Floor & Equipment
105N Rm.5 Floor & Equipment
105N Rm.5 Floor & Equipment-SE Corner
105N Rm.5 North Wall-Looking West
105N Rm.5 Norht Wall-Looking East
105N Rm.5 South Wall Lead Int.Doors-Looking East
105N Rm.5 South Wall Lead Int.Doors-Looking West
105N Rm.5 Ceiling-Looking NE
105N Rm.5 Ceiling-Looking NE
105N Rm.5 Ceiling-Looking West
105N Rm.5 South Wall Lead Shot In Instr.Tray
105N Rm.5 South Wall Lead Shot In Instr.Tray
105N Rm.5 Rupture Monitor Equip.-Interior
105N Rm.5 Rupture Monitor Equip.-Interior
105N Rm.5 Rupture Monitor Equip.-Exterior
105N Rm.5 Rupture Monitor Equip.-Exterior
105N Rm.5 Lead Blankets Over Pipe-SW Corner
105N Rm.5 Lead Blankets Over Pipe-SW Corner
105N Rm.5 South Wall 14 ea. Lead Doors 3"x2'x8'
105N Rm.5 South Wall 14 ea. Lead Doors 3"x2'x8'
105N Rm.5 South Wall Lead Doors
105N Corridor 3-Looking West
105N Corridor 3-Looking East
105N Corridor 3 Ceiling-Looking West
105N Corridor 3 Ceiling-Looking East
105N Rm.7-Looking South
105N Rm.7-Looking West
105N Rm.7-Looking North
105N Rm.8 MCC Cabinets-Looking South
105N Rm.8-Looking West
105N Rm.8-West Wall North End
105N Rm.8-SE Corner

Subcontract No. J027807A00
105/109N SSE

Index of Photos- 105N
Elev.

Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 16'-0"
Minus 15'-0"
Minus 15'-0"
Minus 15'-0"
Minus 15'-0"
Minus 15'-0"
Minus 15'-0"
Minus 15-0"
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Photo No.
252
253
254
255
256
257
258
259
260
261
262
263
264
265
266
267
268
269
270
271
272
273
274
275
276
277
278
279
280
281
282
283
284
285
286
287
288
289
290
291
292
293
294
295
296
297
298
299
300
301
302

07/30/12

Date
02/15/12
02/15/12
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
10/23/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11

S

Description
105N Rm.9-Looking South
105N Rm.9-Looking North
105N Rm.23 C Elevator Pit-Looking West at Grtg.Walk
105N Rm.23 C Elevator Pit-Looking West at Int.Walls
105N Rm.23 C Elevator Pit-Looking West at Int.Walls
105N Rm.23 C Elevator Pit-Looking West at Grtg.Walk
105N Rm.23 C Elevator Pit-Looking West at Grtg.Walk
105N Rm.23 C Elevator Pit-Grtg.Wlkwy w/Lead Blank.
105N Rm.23 C Elevator Pit-Grtg.Wlkwy w/Lead Blank.
105N Rm.23 C Elevator Pit-Grtg.Wlkwy w/Lead Blank.
105N Rm.23 C Elevator Pit-Overhead View
105N Rm.23 C Elevator Pit
105N Rm.23 C Elevator Pit
105N Rm.23 C Elevator Pit-Grout & Lead Blankets
105N Rm.23 C Elevator Pit-Grout & Lead Blankets
105N Rm.23 C Elevator Platform-Looking West
105N Rm.23 C Elevator Platform-Looking NW
105N Rm.23 C Elevator Platform-Looking NE
105N Rm.23 C Elevator Platform-Overhead View NE
105N Rm.23 C Elevator Platform-Overhead View West
105N Rm.23 C Elevator Platform-East Side
105N Rm.23 C Elevator Platform
105N Rm.23 C Elevator Platform
105N Rm.23 C Elevator Platform
105N Ext.Shld.Door #231 East of Rm.23 C Elevator
105N Ext.ShId.Door #231 East of Rm.23 C Elevator
105N Ext.Shld.Door #231 East of Rm.23 C Elevator
105N Ext.Shld.Door #231 East of Rm.23 C Elevator
105N Rm.23 C Elevator-Elect.Cable for Level Switches
105N Rm.23 C Elevator-Elect.Cable for Level Switches
105N Zone I Level Switches/Brkt.-NW Corner
105N Zone I Level Switches/Brkt.-NW Corner
105N Rm.23 C Elevator-Elect.Cable for Level Switches
105N Elect. Cable for Level Switches-NW Corner
105N Elect. Cable for Level Switches-NW Corner
105N Elect. Cable for Level Switches-NW Corner
105N Zone I Level Switches/Brkt.-NW Corner
105N Zone I Level Switches Installed-NW Corner
105N Zone I Level Switches Installed-NW Corner
105N Ext.Shld.Door #231 East of Rm.23 C Elevator
105N Ext.Shld.Door #231 East of Rm.23 C Elevator
105N Rm.23 C Elevator Platform-Looking East at Walk
105N Rm.23 C Elevator Platform-East Side
105N Rm.23 C Elevator Platform-Looking West
105N Rm.29 Front Face-Looking South (Overview)
105N Rm.29 Front Face-Looking South (Overview)
105N Rm.29 Front Face-Looking South (Overview)
105N Rm.29 Front Face-Looking South (Overview)
105N Rm.29 Front Face-Looking East (Overview)
105N Rm.29 Front Face-Looking East (Overview)
105N Rm.29 Front Face Shld.Door#408-Looking South

ubcontract No. J027807A00
105/109N SSE

Index of Photos- 105N
Elev.

Minus 15'-0"
Minus 15'-0"

0'-6"
0 '-6"
0'-6"
0'-6"
0'-6"
0'-6"
0'-6"
0'-6"
U-6"1
0'-6"

1'-6"
Minus 2'-0"
Minus 2'-0"

0'-6"

0'-6"

28'-3"

0'-6"
0'-6"
0'-6"
0'-6"1
0'-6"
0'-6"1
0'-6"
0'-6"
0'-6"
0'-6"1
0'-6"
0'-6"'
0'-6"
0'-6"
0'-6"
0'-6"

0'-6"
0'-6"

Minus 16'-0"
Minus 16'-0"

0'-6"
0'-6"
0'-6"
0'-6"
0'-6"
0'-6"
0'-6"
0'-6"1
0'-6"
0'-6"
0'-6"
28'-3"1
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Photo No.
303
304
305
306
307
308
309
310
311
312
313
314
315
316
317
318
319
320
321
322
323
324
325
326
327
328
329
330
331
332
333
334
335
336
337
338
339
340
341
342
343
344
345
346
347
348
349
350
351
352
353

Date
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
08/25/11
09/21/11
10/27/10
10/27/10
10/27/10
10/27/10
10/27/10
10/27/10
10/27/10
10/27/10
10/27/10
08/03/11
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/25/10
10/26/10
10/26/10
10/26/10
10/26/10
10/26/10

Description
105N Rm.29 Front Face-Looking West (Overview)
105N Rm.29 Front Face-Looking West (Overview)
105N Rm.29 Front Face Elect.Conduit-Looking South
105N Rm.29 Front Face-Elect.Conduit at East Wall
105N Rm.29 Front Face-Elect.Conduit at South Wall
105N Rm.29 Front Face-Elect.Conduit at Penetration
105N Rm.29 Front Face-Grouted Penetrations at Bott.
105N Rm.29 Front Face-Grouted Penetration E Side
105N Rm.29 Front Face-Grouted Penetration at Top
105N Rm.29 Front Face-Looking East (Inside)
105N Rm.29 Front Face-Looking East (Inside)
105N Rm.29 Front Face-Looking East (Inside)
105N Rm.29 Front Face-Floor Looking West
105N Rm.29 Front Face-Looking West (Inside)
105N Rm.29 Front Face-Looking West (Inside)
105N Rm.29 Front Face-Looking West (Inside)
105N Rm.29 Front Face-Base Angle Looking West
105N Rm.29 Front Face-Bent Plate Joint Closure
105N Rm.29 Front Face-Siding Enclosure (Exterior)
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-South End Looking South
105N Rm.35 Pipe Tunnel-Concrete Pourback N.End
105N Rm.37 NW Corner Doorway
105N Rm.37 Electrical Equipment-West Wall N.End
105N Rm.37 Rupture Monitor Equipl-West Wall S.End
105N Rm.37 Rupture Monitor Equip.-Looking East
105N Rm.37 Rupture Monitor Equip.-Looking East
105N Rm.37 North Wall
105N Rm.37 MCC Equip.-East Wall (North End)
105N Rm.37 East Wall (South End)
105N Rm.37 SE Corner (Mechanical Rm.)
105N Rm.37 SE Corner (Mechanical Rm.)
105N Rm.37 Lead Doors-South Wall Looking West
105N Rm.37 Lead Doors-South Wall Looking West
105N Rm.37 Lead Doors-South Wall Looking East
105N Rm.37 Rupture Monitor Equip.-Looking East
105N Rm.37 Inside Ctr. Rupture Monitor #8 (Empty)
105N Rm.37 Inside Perm. Rupture Monitor #8 (Empty)
105N Rm.37 Outside Rupture Monitor #8
105N Corridor #4-Looking South
105N Corridor #4-Looking South
105N Corridor #4-East Side Looking South
105N Corridor #4-South End Looking South
105N Corridor #4-South End at Door to Rm.#37

01-6"
0'-6"
M 1-6"

Mius'-"

0'-6"
1'-6"

M '-6"
M '-6"
M '-6"
M '-6"
0'-6"
0'-6"

01-6"
0'-6"
0'-6"
0'-6"'
0'-6"
0'-6"

Minus 0'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 21'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
Minus 10'-0"
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362
363
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368
369
370
371
372
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374
375
376
377
378
379
380
381
382
383
384
385
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389
390
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392
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394
395
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397
398
399
400
401
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403
404
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02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
07/26/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
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Description
105N Corridor #4-West Side Looking South
105N Rm.172-Exterior View Access Door With Awning
105N Rm .172-Exterior View Access Door With Awning
105N Rm .172-East Wall Access Door
105N Rm.172-South Wall (East End)
105N Rm.172-South Wall (West End)
105N Rm.172-Temp.Switches (South Wall)
105N Rm.172 ShId.Door-West Wall
105N Rm.172-Shld.Door RAD Signs-West Wall
105N Rm.172 R Elevator-North Wall
105N Rm.172 Door to Stair#6 w/Weld Plate-North Wall
105N Rm.172 Elect.& Instr.Panels-East Wall
105N Rm.173-Looking South
105N Rm.174-Looking South
105N Rm.302-Looking South at Entry Door
105N Rm.302-Looking West
105N Rm.302 Entry Door at Stair#6-Looking North
105N Rm.302 Shield Door-West Wall
105N Rm.302 Shield Door RAD Postings-West Wall
105N Rm.#302 R Elevator-Looking North
105N Rm.#302 Backside of Room-Looking South
105N Rm.#301 Doorway-Looking South
105N Rm.#301 Looking South
105N Rm.#301 Cover Plate Over Doorway-East Wall
105N Rm.301 -Looking West
105N Rm.301-Lookng North
105N Rm.402 Doorway-Looking South
105N Rm.402-Looking South from Doorway
105N Rm.402-Looking West
105N Rm.402-Looking North at Doorway
105N Rm.402 R Elevator-Looking North
105N Rm.401 -Looking South
105N Rm.401 -Looking East
105N Rm.401 -Looking North
105N Rm.401 -Looking West
105N Rm.401 Shield Door-West Wall
105N Rm.401 Shield Door RAD Signs-West Wall
105N Rm.501 &502-Looking South form Stairway #6
105N Rm.502-East Wall Looking South
105N Rm.502-West Wall
105N Rm.502 R Elevator-NW Corner
105N Rm.501 -East Wall
105N Rm.501 -West Wall
105N Rm.501 South Wall & Door to 109N-Looking W.
105N Rm.503-North Wall Looking North
105N Rm.503-East Wall Looking North
105N Rm.503-West Sidel Looking South
105N Rm.503 Doorway & Stair#6/6A Landing
105N Rm.520-North End Looking North
105N Rm.520-South End Looking South
105N Rm.610-Looking North

Elev.
Minus 10'-0"

51-0"

51-0"
51-O"
,5'-0"
5'-0",
5'-0"0

5'-0"
5'-0",
5'-0"0

51'-0"
5'-0"

1 6'-6"
1 6'-6"
1 6'-6"
1 6'-6"
1 6'-6"
1 6'-6"
16'-6"
16'-6"
16'-6"16'-6"

16'-6"

16'-6"

28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
28'-3"
40'-0"
40'-0"
40'-0",
40'-0"
40'-oi"
40'-Oi"
40'-oi"
40-0"
40'-0"
401-0"

40'-0"
51'-0"
51'-0"
60'-6"
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407
408
409
410
411
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413
414
415
416
417
418
419
420
421
422
423
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427
428
429
430
431
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434
435
436
437
438
439
440
441
442
443
444
445
446
447
448
449
450
451
452
453
454
455

Date
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/07/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
02/15/12
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
09/08/11
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Description
105N Rm.601 -Looking South
105N Rm.613 Access Door from Rm.#601 & R Elevat.
105N Rm.602-Looking East
105N Rm.602-Looking West
105N Rm.603-Looking East Toward Rm.#602
105N Rm.603-Looking East Toward Rm.#613
105N Rm.603-Looking West
105N Rm.603-Looking South at Door to 109N Pressur.
105N Rm.606-East Side Looking North
105N Rm.606-NW Corner
105N Rm.606 Cover Plate at Door Opng.-NW Corner
105N Rm.606-West Side Looking South
105N Rm.611-Looking West
105N Rm.612 Doorway from Rm.#607-Looking East
105N Rm.607 Passive HEPA Filter-S.Side Looking W.
105N Rm.607 Passive HEPA Filter in Zone I Duct Wall
105N Rm.607Shld.Door at E. Wall of Rm.#608
105N Rm.607-NE Corner
105N Rm.607-Center Looking West
105N Rm.607-West Side Looking West
105N Rm.609 NW Corner-Looking West
105N Rm.609NW Corner-Looking East
105N R Elevator Pit-Looking from Bottom of Stair#6
105N R Elevator Pit-Looking SW
105N Stair#6 Level Switches-Bottom of Stair
105N Stair#6 Level Switches-N. Wall Bottom of Stair
105N Stair#6 +5' Landing-Looking from Above
105N Stair#6 +40' Landing-Looking Down
105N Stair#6A +60' Landing-Looking Up at Temp.Swit.
105N Stair#6A Temp.Switches-Top of Stair
105N Stair#6A +60' Landing-Looking Down to +40'
105N Area Under Main SSE Roof-SW Corner
105N Area Under Main SSE Roof-W.Side S.End
105N Area Under Main SSE Roof-Pressurizer Conn.
105N Area Under Main SSE Roof- SW Corner Conn.
105N Area Under Main SSE Roof-S.Side Looking E.
105N Area Under Main SSE Roof-Looking East
105N Area Under Main SSE Roof-Center Looking W.
105N Area Under Main SSE Roof-Center Looking W.
105N Area Under Main SSE Roof-Cover Plate at Opng.
105N Area Under Main SSE Roof-Center Looking E.
105N Area Under Main SSE Roof-Hatch Cover
105N Area Under Main SSE Roof-Center Looking W.
105N Area Under Main SSE Roof-NW Corner
105N Area Under Main SSE Roof-Cover Plate at Opng.
105N Area Under Main SSE Roof-West Side Center
105N Area Under Main SSE Roof-N.Side Looking E.
105N Area Under Main SSE Roof-N.Side Looking W.
105N Area Under Main SSE Roof-Cover Plates W.End
105N Area Under Main SSE Roof-NW Corner Look N.
105N Area Under Main SSE Roof-NW Corner Look E.
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60'-6'
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Minus 24'-0"
Minus 24'-0"
Minus 24'-0"
Minus 24'-0"
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Varies
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Varies
Varies
Varies
Varies
Varies
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456 09/08/11 105N Area Under Main SSE Roof-N.Side Center Varies
457 09/08/11 105N Area Under Main SSE Roof-N.Side Center Varies
458 09/08/11 105N Area Under Main SSE Roof-N.Side Above Face 60'-6"
459 09/08/11 105N Area Under Main SSE Roof-N.Side Above Face 60'-6"
460 09/08/11 105N Area Under Main SSE Roof-N.Side at Front Face 60'-6"
461 09/08/11 105N Area Under Main SSE Roof-N.Side at Front Face 0'-6"
462 09/08/11 105N Area Under Main SSE Roof-N.Side Looking E. Varies
463 09/08/11 105N Area Under Main SSE Roof-Cover Plates E.End Varies
464 09/08/11 105N Area Under Main SSE Roof-East Side Center Varies
465 09/08/11 105N Area Under Main SSE Roof-Stair#6A Cover Plate Varies
466 09/08/11 105N Area Under Main SSE Roof-E.Side Looking S. Varies
467 09/08/11 105N Area Under Main SSE Roof-Center Looking E. Varies
468 09/08/11 105N Area Under Main SSE Roof-S.Side Looking E. Varies
469 09/08/11 105N Area Under Main SSE Roof-S.Side Looking E. Varies
470 10/13/11 105N Main SSE Roof-Looking South at Pressurizer Varies
471 10/13/11 105N Main SSE Roof-Flashing at Pressur. NW Corner Varies
472 10/13/11 105N Main SSE Roof-Flashing at Ridge & Concrete Varies
473 10/13/11 105N Main SSE Roof-Looking North Varies
474 10/13/11 105N Main SSE Roof-Looking West Varies
475 10/13/11 105N Main SSE Roof-Looking East Varies
476 10/12/11 105N Main SSE Roof-Gutter at West Side Varies
477 10/12/11 105N Main SSE Roof-Gutter Downspout & Support Varies
478 08/01/11 105N Area Under Rod Rm. SSE Roof-Looking SW 40'-0"
479 08/01/11 105N Area Under Rod Rm. SSE Roof-N.End Look W. 40'-0"
480 08/01/11 105N Area Under Rod Rm. SSE Roof-Cover Plate 40'-0"
481 08/01/11 105N Area Under Rod Rm. SSE Roof-Low Eave West 40'-0"
482 08/01/11 105N Area Under Rod Rm. SSE Roof-Looking SW 40'-0"
483 08/01/11 105N Area Under Rod Rm. SSE Roof-South End 40'-0"
484 08/01/11 105N Area Under Rod Rm. SSE Roof-Cover Pl. at NW 40'-0"
485 08/01/11 105N Area Under Rod Rm. SSE Roof-N.Wall Siding 40'-0"
486 08/01/11 105N Area Under Rod Rm. SSE Roof-Floor PI at NE 40'-0"
487 08/01/11 105N Area Under Rod Rm. SSE Roof-Looking East 40'-0"
488 08/01/11 105N Area Under Rod Rm. SSE Roof-Cover Pl. East 40'-0"
489 08/01/11 105N Area Under Rod Rm. SSE Roof-Door at SECorn. 40'-0"
490 08/01/11 105N Area Under Rod Rm. SSE Roof-S.End Lookg.W. 40'-0"
491 08/01/11 105N Area Under Rod Rm. SSE Roof-S. Wall Siding 40'-0"
492 08/02/11 105N Rod Rm. SSE Roof-North Wall Siding Varies
493 08/02/11 105N Rod Rm. SSE Roof-Flashing at Concrete Wall Varies
494 08/02/11 105N Rod Rm. SSE Roof-Flashing at Concrete Wall Varies
495 08/02/11 105N Rod Rm. SSE Roof-Flashing Splice Varies
496 08/02/11 105N Rod Rm. SSE Roof-South Wall Siding Varies
497 08/02/11 105N Rod Rm. SSE Roof-Looking North Varies
498 08/02/11 105N Rod Rm. SSE Roof-Flashing at Concrete Wall Varies
499 08/18/11 105N Rod Rm. SSE Roof-North Wall Siding Varies
500 08/18/11 105N Rod Rm. SSE Roof-Framing at NE Corner 40'-0"
501 08/18/11 105N Rod Rm. SSE Roof-Framing at NE Corner 40'-0"
502 08/18/11 105N Rod Rm. SSE Roof-West Wall Siding Varies
503 08/18/11 105N Rod Rm. SSE Roof-West Wall Siding Varies
504 08/18/11 105N Rod Rm. SSE Roof-Looking South Varies
505 08/18/11 105N Rod Rm. SSE Roof-Flashing at Northeast Corner Varies
506 08/18/11 105N Rod Rm. SSE Roof-Gutter at Main Roof W.Side Varies
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507 08/18/11 105N Rod Rm. SSE Roof-Gutter at Main Roof W.Side Varies
508 03/12/12 105N Main & Rod Rm. SSE Roof-Looking South Varies
509 06/05/12 105N Rm.507-East End at Top of Stair#8 43'-6'
510 06/05/12 105N Rm.507-Looking East 43'-6"
511 06/05/12 105N Rm.507-Looking West 43"-6"
512 06/05/12 105N Rm.507-Ceiling Looking West 43'-6"
513 06/05/12 105N Rm.175-View Window & Platform-Looking NW 33'-9"
514 06/05/12 105N Rm.175-View Window & Platform-Looking NE 33'-9"
515 06/05/12 105N Stair#8-Looking Down from Platform 33'-9"
516 06/05/12 105N Rm.175-Intermediate Equipment-Looking North 15'-0"
517 06/05/12 105N Rm.1 75-North Wall Varies
518 06/05/12 105N Stair#8-Looking East 1'-0"
519 06/05/12 105N Rm.175-Looking East 1'-0"
520 06/05/12 105N Rm.175-Looking West 1'-0"
521 06/05/12 105N Rm.175-Discharge Tunnel Cover Plates 1'-0"
522 06/05/12 105N Corridor#7-East End Cover Plate 5'-0"
523 06/05/12 105N Corridor#7-East End Looking West '-0"
524 06/05/12 105N Corridor#7-Center Looking West 5'-0"
525 06/05/12 105N Corridor#7-Center Looking West 5'-0"
526 06/05/12 105N Corridor#7-Center Looking East 5'-0"
527 06/05/12 105N Corridor#7-West End Looking West 5'-0"
528 06/05/12 105N Corridor#7-Ceiling West End 5'-0"
529 06/05/12 105N Corridor#7-West End Looking East 5'-0"
530 06/05/12 105N Corridor#7-FW Pipe at West End 5'-0"
531 06/05/12 105N Corridor#7-West End Looking East 5'-0"
532 07/17/12 105N Corridor#22-Shld.Door at East Wall 0'-0"
533 07/17/12 105N Corridor#22-Looking North 0'-0"
534 07/17/12 105N Corridor#22-Looking North 0'-0"
535 07/17/12 105N Corridor#22-Looking NE 0'-0"
536 07/17/12 105N Corridor#22-Looking South 0'-0"
537 07/17/12 105N Corridor#22-Looking SE 0'-0"
538 07/17/12 105N Corridor#22-Looking SW 0'-0"
539 07/17/12 105N Corridor#22-Floor Looking South 0'-0"
540 07/19/12 105N Corridor#22 North Wall & N. Wall of Rod Rm. Varies
541 07/19/12 105N Corridor #22 W. Wall & W. Wall of Rod Rm. Varies
542 07/19/12 105N West Wall Below Grade-N. of Rod Rm. Varies
543 07/19/12 105N West Wall Above Grade-N. of Rod Rm. Varies
544 07/19/12 105N W. Wall Below Grade Between Rod Rm. & 109N Varies
545 07/19/12 105N W. Wall Above Grade Between Rod Rm. & 109N Varies
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